
G
U

ZM
AN

 Y
 G

O
M

EZ

REVISIONS

Drawing Title

Job No. Drawn

Sheet No.

NYE

NY ENGINEERS
382 NE 191st ST, SUITE 49674
MIAMI, FL 33179

08/13/24 ISSUED FOR PERMIT

GENERAL NOTES AND
LEGEND

M0.1



G
U

ZM
AN

 Y
 G

O
M

EZ

REVISIONS

Drawing Title

Job No. Drawn

Sheet No.

NYE

NY ENGINEERS
382 NE 191st ST, SUITE 49674
MIAMI, FL 33179

08/13/24 ISSUED FOR PERMIT

SPECIFICATIONS

M0.2



” 

“ ” ’

“ ” 

’

G
U

ZM
AN

 Y
 G

O
M

EZ

REVISIONS

Drawing Title

Job No. Drawn

Sheet No.

NYE

NY ENGINEERS
382 NE 191st ST, SUITE 49674
MIAMI, FL 33179

08/13/24 ISSUED FOR PERMIT

SPECIFICATIONS

M0.3



DINING A
101

SALSA AND
BEVERAGE

AREA
102

WOMEN'S
RESTROOM

111

SERVICE
AREA
106

MNGR'S
AREA
109

KITCHEN
107

ORDERING
AREA
105

MEN'S
RESTROOM

112

RESTROOM
CORRIDOR

110

WALK-IN
COOLER

114

WALK-IN
FREEZER

116

DRY
STORAGE

AREA
117

TRASH
ROOM

118

PREP
AREA
113

DISH
AREA
108

BACK OF
HOUSE AREA

115

PICKUP
AREA
103

DINING B
104

G
U

ZM
AN

 Y
 G

O
M

EZ

REVISIONS

Drawing Title

Job No. Drawn

Sheet No.

NYE

NY ENGINEERS
382 NE 191st ST, SUITE 49674
MIAMI, FL 33179

08/13/24 ISSUED FOR PERMIT

MECHANICAL PLAN

M1.0

1 MECHANICAL FLOOR PLAN 0
SCALE: 1/4"=1'-0"

1' 2' 4' 8'

NORTH

3 KITCHEN DUCTWORK SECTION

2 WEST WALL PART PLAN



G
U

ZM
AN

 Y
 G

O
M

EZ

REVISIONS

Drawing Title

Job No. Drawn

Sheet No.

NYE

NY ENGINEERS
382 NE 191st ST, SUITE 49674
MIAMI, FL 33179

08/13/24 ISSUED FOR PERMIT

MECHANICAL ROOF PLAN

M2.0

1 MECHANICAL ROOF PLAN

0
SCALE: 1/4"=1'-0"

1' 2' 4' 8'

NORTH



G
U

ZM
AN

 Y
 G

O
M

EZ

REVISIONS

Drawing Title

Job No. Drawn

Sheet No.

NYE

NY ENGINEERS
382 NE 191st ST, SUITE 49674
MIAMI, FL 33179

08/13/24 ISSUED FOR PERMIT

MECHANICAL SCHEDULES

M4.0



G
U

ZM
AN

 Y
 G

O
M

EZ

REVISIONS

Drawing Title

Job No. Drawn

Sheet No.

NYE

NY ENGINEERS
382 NE 191st ST, SUITE 49674
MIAMI, FL 33179

08/13/24 ISSUED FOR PERMIT

MECHANICAL DETAILS

M5.0



CLOSURE:
-PRESSURE SENSITIVE ALUMINUM FOIL TAPES LSITED
UNDER UL 181A,
PART I (P)
- HEAT ACTIVATED ALUMINUM FOIL/SCRIM TAPES
LISTED UNDER UL 181A, PART II (H)
- MASTIC AND GLASS FABRIC TAPE CLOSURE SYSTEMS
LISTED UNDER UL 181A, PART III (M)
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EQUIPMENT SCHEDULE
ITEM NO. DESCRIPTION VOLTAGE PHASE AMPS KVA

2 FROZEN DRINK MACHINE 120 1 7.5 0.90

3A ESPRESSO CAPPUCCINO MACHINE 208 1 16 3.33

3D ESPRESSO GRINDER 120 1 12 1.44
4 WARMING DRAWER 120 1 14.4 1.73
6 COFFEE TEA BREWER 208 1 13.5 2.81

6B COFFEE GRINDER 120 1 9.4 1.13
11 SOFT SERVE MACHINE 208 3 18 6.48
13 BEVERAGE DISPENSER 120 1 8.5 1.02
14 ICE MAKER 208 1 10.7 2.23

14A ICE MAKER REMOTE CONDENSER 208 1 1 0.21

15 SODA ICE & BEVERAGE DISPENSER 120 1 3.5 0.42

16 UNDERCOUNTER REFRIGERATOR 120 1 2.3 0.28

20 HEATED SHELVING UNIT 120 1 15 1.80

21 UNDERCOUNTER REFRIGERATOR 120 1 2.2 0.26

23 HEATED LOW TEMP HOLDING CABINET 120 1 8.4 1.01

27 FRY WARMER 120 1 10 1.20

29 GAS FRYER 120 1 9 1.08
31 UNDERCOUNTER REFRIGERATOR 120 1 2.5 0.30

32 REACH‐IN UNDERCOUNTER FREEZER 120 1 2.5 0.30

38 REFRIGERATED CHEF BASE 120 1 3 0.36

46 DISHWASHER, DOOR TYPE, VENTLESS 120 1 11.4 2.37

52 FOOD PROCESSOR 120 1 3 0.36

66 BIB/CARBONATOR 120 1 3 0.36

69A COOLER EVAPORATOR 120 1 1.6 0.19
69B FREEZER EVAPORATOR 208 1 16 3.33
69C COOLER CONDENSER 208 1 7.4 1.54
69D FREEEZER CONDENSER 208 1 10.2 2.12
72 SANDWICH/PANNINI GRILL 208 1 16 3.33
74 HOT FOOD WELL UNIT 208 1 29 6.03
75 GANTRY SHELF 120 1 12 1.44

76 CHEESEMELTER 120 1 14 1.68

77 HEART LOAD CENTER 208 3 100 36.03
78 SANDWITCH/PANINI GRILL 120 1 15 1.80
83 UNDERCOUNTER REFRIGERATOR 120 1 6.6 0.79
84 DUAL DISPENSER, FROZEN FOOD TO FRY BASKET 120 1 11 1.32

LIGHTING FIXTURE SCHEDULE

TYPE DESCRIPTION MANUFACTURE
R CATALOGUE# MOUNTING VOLTAGE

WATTAGE
(W) REMARK

A01 6" RECESSED LED
DOWNLIGHT HALO HC420‐D010‐HM412830 RECESSED 120 21.4

A02 SAMLL PENDANT
LIGHTING LITELINE FLX22‐30‐TP‐BK SURFACE 120 22

A05  2X4 LED SUSPENDED
LIGHT FIXTURE METALUX 24FP3130C RECESSED 120 28.6

A11  LED UTILITY STRIP METALUX 2ST1L10040R RECESSED 120 9.8
A 18" PENDENT LIGHT TBD TBD RECESSED 120 25

B LARGE DECORATIVE
LIGHT TBD TBD SUSPENDED 120 50

C WALL SCONCE TBD TBD WALL
MOUNT 120 18

LT08 STRING LIGHTS CELESTIAL
LIGHTING HYA‐STL‐GC‐12 SURFACE 120 2

LT09 TRACK LIGHTS JUNO 259H0H TRACK 120 10

WL WALL LIGHT TBD TBD WALL
MOUNT 120 10

EM EMERGENCY LIGHT
FIXYURE TBD TBD WALL

MOUNT 120 2 EMERGENCY
FIXTURE

XR EMERGENCY EXIT
LIGHT TBD TBD WALL

MOUNT 120 2 EMERGENCY
FIXTURE
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PANEL: RPA(E) MOUNTING: RECESSED

208Y/120 VOLTS, 3 PHASE, 4 WIRE PANEL LOCATION: ELECTRICAL ROOM

MAIN CB NA MLO: 600A BUS: EXISTING MIN, FED FROM: EXISTING METER/DISCONNECT
NOTE:     L : LIGHTING, H : HVAC LOAD, M : MOTOR LOAD, R : RECEPTACLES, O : OTHER/MISC. (TYPICAL)

CKT NO. TRIP
AMPS DESCRIPTION OF LOAD LOAD

TYPE
LOAD
(KVA)

MINIMUM BRANCH
CIRCUIT

PER PHASE (KVA) MINIMUM BRANCH
CIRCUIT

LOAD
(KVA)

LOAD
TYPE DESCRIPTION OF LOAD TRIP

AMPS CKT NO.
A B C

1
200/3P PANEL‐A(N)

O 11.89
4#3/0, 1#6G, 2"C

23.18
4#3/0, 1#6G, 2"C

11.29 O
PANEL‐B(N) 200/3P

2
3 O 11.89 23.18 11.29 O 4
5 O 11.89 23.18 11.29 O 6
7

125/3P HEART LOAD CENTER_(#77)
E 12.00

4#1, #6G, 1 1/4"C
15.41

2#8, #10G, 3/4"C
3.41 H

CU‐1(E) 50/2P
8

9 E 12.00 15.41 3.41 H 10
11 E 12.00 15.41

2#8, #10G, 3/4"C
3.41 H

CU‐2(E) 50/2P
12

13 20 AHU‐1(E) H 1.38 2#10, #10G, 3/4"C 4.79 3.41 H 14
15 20 AHU‐2(E) H 1.38 2#10, #10G, 3/4"C 4.79

2#8, #10G, 3/4"C
3.41 H

CU‐3(E) 50/2P
16

17 20 AHU‐3(E) H 1.38 2#10, #10G, 3/4"C 4.79 3.41 H 18
19 20 AHU‐4(E) H 1.38 2#10, #10G, 3/4"C 4.79

2#8, #10G, 3/4"C
3.41 H

CU‐4(E) 50/2P
20

21
150/3P MUA‐1(N)

H 16.93
3#1/0, 1#6G, 1 1/4"C

20.34 3.41 H 22
23 H 16.93 18.06 2#10, #10G, 3/4"C 1.13 M OAF‐1(N) 20 24
25 H 16.93 16.93 SPACE 26
27

30/3P KEF‐1(N)
M 2.68

3#10, #12G, 3/4"C
2.68 SPACE 28

29 M 2.68 2.68 SPACE 30
31 M 2.68 2.68 SPACE 32
33 SPACE 0.00 SPACE 34
35 SPACE 0.00 SPACE 36
37 SPACE 0.00 SPACE 38
39 SPACE 0.00 SPACE 40
41 SPACE 0.00 SPACE 42

TOTAL CONNECTED LOAD (KVA) 67.79 66.41 64.12

PANEL: A(N) MOUNTING: SURFACE

208Y/120 VOLTS, 3 PHASE, 4 WIRE PANEL LOCATION: BACK OF HOUSE

MAIN CB 200A MLO: NA BUS: 225A MIN, FED FROM: EXISTING PANEL RPA
NOTE:     L : LIGHTING, H : HVAC LOAD, M : MOTOR LOAD, R : RECEPTACLES, O : OTHER/MISC. (TYPICAL)

CKT NO. TRIP
AMPS DESCRIPTION OF LOAD LOAD

TYPE
LOAD
(KVA)

MINIMUM BRANCH
CIRCUIT

PER PHASE (KVA) MINIMUM BRANCH
CIRCUIT

LOAD
(KVA)

LOAD
TYPE DESCRIPTION OF LOAD TRIP

AMPS CKT NO.
A B C

1 20 LIGHTING ‐ SEATING, HALLWAY & DINING L 1.00 2#12, #12G, 3/4"C 1.54 2#12, #12G, 3/4"C 0.54 R RECEPTACLE‐ USB 20 2
3 20 LIGHTING ‐ BOH & DRY STORAGE L 1.00 2#12, #12G, 3/4"C 1.50 2#12, #12G, 3/4"C 0.50 L WALKING COOLER/FREEZER LIGHTING 20 4

5 20 LIGHTING‐ PREP. AREA, SERVICE & KITCHEN AREA L 1.00 2#12, #12G, 3/4"C 2.50 2#12, #12G, 3/4"C 1.50 L SOFIT COFFEE SIGN, LED GYG SIGN & CAFÉ HOLA SIGN 20 6

7 20 LIGHTING‐ RESTROOM L 0.50 2#12, #12G, 3/4"C 1.00 2#12, #12G, 3/4"C 0.50 L INTERIOR SIGNAGES 20 8
9 20 EXTERIOR SIGNAGE R 1.00 2#12, #12G, 3/4"C 1.50 2#12, #12G, 3/4"C 0.50 O HOOD LIGHTING 20 10

11 20 TIMER/LIGHTING CONTROL PANEL L 0.50 2#12, #12G, 3/4"C 0.86 2#12, #12G, 3/4"C 0.36 R POS 20 12
13 20 SHOW WINDOW R 1.60 2#12, #12G, 3/4"C 2.10 2#12, #12G, 3/4"C 0.50 O HOOD FIRE SUPPRESSION SYSTEM/CONTROL PANEL 20 14
15 20 SHOW WINDOW R 1.60 2#12, #12G, 3/4"C 2.80 2#12, #12G, 3/4"C 1.20 M MOTORISED DAMPER 20 16
17 20 SHOW WINDOW R 1.60 2#12, #12G, 3/4"C 2.10 2#12, #12G, 3/4"C 0.50 L UNDERCOUNTER LED STRIP LIGHT 20 18
19 20 SHOW WINDOW R 1.00 2#12, #12G, 3/4"C 1.76 2#12, #12G, 3/4"C 0.76 E UNDERCOUNTER REFRIGERATOR_(#83) 20 20
21 20 SHOW WINDOW R 1.00 2#12, #12G, 3/4"C 1.76 2#12, #12G, 3/4"C 0.76 E UNDERCOUNTER REFRIGERATOR_(#83) 20 22
23 20 RECEPTACLE‐ OFFICE R 1.00 2#12, #12G, 3/4"C 1.76 2#12, #12G, 3/4"C 0.76 E UNDERCOUNTER REFRIGERATOR_(#83) 20 24
25 20 RECEPTACLE‐ OFFICE R 1.00 2#12, #12G, 3/4"C 1.36 2#12, #12G, 3/4"C 0.36 R AUTOMATIC FUCET 20 26
27 20 RECEPTACLE‐ OFFICE R 1.00 2#12, #12G, 3/4"C 1.48 2#12, #12G, 3/4"C 0.48 O WH‐1 20 28
29 20 RECEPTACLE‐ OFFICE R 1.00 2#12, #12G, 3/4"C 1.09 2#12, #12G, 3/4"C 0.09 O RCP‐1 20 30
31 20 RECEPTACLE‐ OFFICE R 1.00 2#12, #12G, 3/4"C 1.17 2#12, #12G, 3/4"C 0.17 M EF‐1 (N) 20 32
33 20 RECEPTACLE‐ OFFICE R 1.00 2#12, #12G, 3/4"C 1.54 2#12, #12G, 3/4"C 0.54 R RECEPTACLE‐ USB 20 34
35 20 RECEPTACLE‐ OFFICE R 1.00 2#12, #12G, 3/4"C 1.72 2#12, #12G, 3/4"C 0.72 R RECEPTACLE ‐ OFFICE 20 36
37 20 ROOF RECEPTACLE R 0.90 2#12, #12G, 3/4"C 1.26 2#12, #12G, 3/4"C 0.36 R POS 20 38
39 20 BUILDING SIGNAGE L 1.00 2#12, #12G, 3/4"C 1.36 2#12, #12G, 3/4"C 0.36 R POS 20 40
41 20 INTERIOR SIGNAGES L 0.50 2#12, #12G, 3/4"C 0.86 2#12, #12G, 3/4"C 0.36 R POS 20 42
43 20* HAND DRYER O 0.50 2#12, #12G, 3/4"C 1.22 2#12, #12G, 3/4"C 0.72 R DIGITAL MEANU BOARD 20 44
45 20 SECURITY PANEL O 1.00 2#12, #12G, 3/4"C 1.18 2#12, #12G, 3/4"C 0.18 R DIGITAL MEANU BOARD 20 46
47 20 KITCHEN GENERAL PURPOSE R 0.54 2#12, #12G, 3/4"C 0.72 2#12, #12G, 3/4"C 0.18 O BUZZER 20 48
49 20 RECEPTACLE‐ RESTROOM R 0.36 2#12, #12G, 3/4"C 1.08 2#12, #12G, 3/4"C 0.72 R RECEPTACLE GANTRY TABLE 20 50
51 20* HAND DRYER O 0.50 2#12, #12G, 3/4"C 1.22 2#12, #12G, 3/4"C 0.72 R RECEPTACLE GANTRY TABLE 20 52
53 20 KITCHEN DISPLAY UNIT R 0.18 2#12, #12G, 3/4"C 0.54 2#12, #12G, 3/4"C 0.36 R GENERAL PURPOSE RECEPTACLE 20 54
55 20 SHOW WINDOW R 1.00 2#12, #12G, 3/4"C 1.30 2#12, #12G, 3/4"C 0.30 E UNDERCOUNTER REFRIGERATOR_(#31) 20 56
57 20 RECEPTACLE ‐ FLY LIGHT R 0.18 2#12, #12G, 3/4"C 0.36 2#12, #12G, 3/4"C 0.18 R DIGITAL MARKETING SCREEN 20 58
59 20 SHOW WINDOW R 1.00 2#12, #12G, 3/4"C 1.00 SPARE 20 60
61 20 GENERAL PURPOSE RECEPTACLE R 0.36 2#12, #12G, 3/4"C 0.36 SPARE 20 62
63 20 SPARE 0.00 SPARE 20 64
65 20 GENERAL PURPOSE RECEPTACLE R 0.72 2#12, #12G, 3/4"C 0.72 SPARE 20 66
67 20 SPARE 0.00 SPARE 20 68
69 20 SPARE 0.00 SPARE 20 70
71 20 SPARE 0.00 SPARE 20 72

TOTAL CONNECTED LOAD (KVA) 12.49 14.34 12.14
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PANEL: B(N) MOUNTING: RECESSED

208Y/120 VOLTS, 3 PHASE, 4 WIRE PANEL LOCATION: BACK OF HOUSE

MAIN CB 200A MLO: NA BUS: 225A MIN, FED FROM: EXISTING PANEL RPA
NOTE:     L : LIGHTING, H : HVAC LOAD, M : MOTOR LOAD, R : RECEPTACLES, O : OTHER/MISC. (TYPICAL)

CKT NO. TRIP
AMPS DESCRIPTION OF LOAD LOAD

TYPE
LOAD
(KVA)

MINIMUM BRANCH
CIRCUIT

PER PHASE (KVA) MINIMUM BRANCH
CIRCUIT

LOAD
(KVA)

LOAD
TYPE DESCRIPTION OF LOAD TRIP

AMPS CKT NO.
A B C

1 20 UNDERCOUNTER REFRIGERATOR_(#21) E 0.25 2#12, #12G, 3/4"C 0.55 2#12, #12G, 3/4"C 0.30 E UNDERCOUNTER REFRIGERATOR_(#31) 20 2
3

20/2P COFFEE TEA BREWER_(#6)
E 1.40

3#12, #12G, 3/4"C
1.70 2#12, #12G, 3/4"C 0.30 E REACH‐IN UNDERCOUNTER FREEZER_(#32) 20 4

5 E 1.40 1.40 SHUNT TRIP 6
7

15/2P ICE MAKER_(#14A)
E 1.40

2#12, #12G, 3/4"C
2.37

2#12, #12G, 3/4"C
0.97 O

WALK‐IN COOLER  S/C_(#69A) 15/2P
8

9 E 1.40 2.37 0.97 O 10
11

15/2P ICE MAKER_ CONDENSER_(#14B)
E 0.16

2#12, #12G, 3/4"C
1.28 2#12, #12G, 3/4"C 1.13 E COFFEE GRINDER_(#6B) 20 12

13 E 0.16 1.48 2#12, #12G, 3/4"C 1.32 E DISHWASHER_(#46) 20 14
15 20 HEATED LOW TEMP HOLDING CABINET _(#23) E 1.01 2#12, #12G, 3/4"C 1.16

2#12, #12G, 3/4"C
0.16 E

ICE MAKER_ CONDENSER_(#14B) 15/2P
16

17 SHUNT TRIP 0.16 0.16 E 18
19 20 FRY WARMER_(#27) E 1.20 2#12, #12G, 3/4"C 2.20 2#12, #12G, 3/4"C 1.00 E GAS FRYER_(#29) 20 20
21 SHUNT TRIP 0.00 SHUNT TRIP 22
23

20/2P  SANDWICH/PANNINI GRILL_(#72)
E 1.60

2#12, #12G, 3/4"C
1.95 2#12, #12G, 3/4"C 0.35 E REFRIGERATED CHEF BASE_(#38) 20 24

25 E 1.60 1.60 SHUNT TRIP 26

27 SHUNT TRIP 1.27 2#12, #12G, 3/4"C 1.27 E
DUAL DISPENSER, FROZEN FOOD TO FRY BASKET
_(#84) 20 28

29 20 BEVERAGE DISPENSER_(#13) E 1.02 2#12, #12G, 3/4"C 1.02 SHUNT TRIP 30
31 20 WARMING DRAWER_(#4) E 0.90 2#12, #12G, 3/4"C 2.60 2#12, #12G, 3/4"C 1.70 E COOK & HOLD OVEN_(#60) 32
33 20 HEATED SHELVING UNIT_(#20) E 1.76 2#12, #12G, 3/4"C 3.20 2#12, #12G, 3/4"C 1.44 E GANTRY SHELF_(#75) 20 34
35 20 FOOD PROCESSOR_(#52) E 0.35 2#12, #12G, 3/4"C 0.53 2#12, #12G, 3/4"C 0.18 E WASTE OIL HEATED TANK 20 36
37

15/2P ICE MAKER_(#14) &  CONDENSER_(#14A)
E 1.40

3#12, #12G, 3/4"C
2.84 2#12, #12G, 3/4"C 1.44 E FROZEN DRINK MACHINE_(#2) 20 38

39 E 1.40 2.84 2#12, #12G, 3/4"C 1.44 E ESPRESSO GRINDER_(#3D) 20 40
41

25/3P SOFT SERVE MACHINE_(#11)
E 2.16

4#10, #10G, 3/4"C
4.12

2#12, #12G, 3/4"C
1.96 O

WALK‐IN FREEZER S/C_(#69B) 30/2P
42

43 E 2.16 4.12 1.96 O 44
45 E 2.16 3.86

2#10, #10G, 3/4"C
1.70 E

ESPRESSO CAPPUCCINO MACHINE _(#3A) 30/2P
46

47 20 SODA ICE & BEVERAGE DISPENSER_(#15) E 0.42 2#12, #12G, 3/4"C 2.12 1.70 E 48
49 20 SODA ICE & BEVERAGE DISPENSER_(#15) E 0.42 2#12, #12G, 3/4"C 1.43 2#12, #12G, 3/4"C 1.01 E HEATED LOW TEMP HOLDING CABINET _(#23) 20 50
51 20 UNDERCOUNTER REFRIGERATOR_(#16) E 0.26 2#12, #12G, 3/4"C 0.26 SHUNT TRIP 52
53 20 FRYER_(#41) E 1.40 2#12, #12G, 3/4"C 1.40 SPARE 20 54

TOTAL CONNECTED LOAD (KVA) 19.18 16.66 13.97
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GAS PLAN KEY NOTES
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