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FIXTURE TYPE COUNT WATTAGE DESCRIPTION MANUFACTURER REMARK

L-1 155 20.4 6" RECESSED CAN LITHONIA

L-3 8 83 PERFORMANCE PENDANT COOPER LIGHTING
SOLUTION

L-4 4 15.5 TRACK LIGHTING HALO

L-6 2 53 ELECTRIC FAN LIGHT PANASONIC

EM 20
LED EMERGENCY EGRESS FIXTURE WITH 3.6V NICKEL-CADMIUM

BACKUP BATTERY, WHITE FINISH, AND (2) HEADS. SURE-LITE #CU2-LED

EX 03
LED EMERGENCY EGRESS EXIT SIGN FIXTURE WITH 3.6V NICKEL-CADMIUM BACKUP

BATTERY, WHITE FINISH, RED LETTERS, REMOTE CAPABILITIES, AND (2) HEADS. SURE-LITE #APCH7-R

L-2 111 8.5 ADJUSTABLE CANLESS DIRECT MOUNT HALO

MODEL

LDN4 35/15 LO4AR LSS MVOLT GZ10

1800

L812

FV-11VQL2

SURE-LITE #CU2-LED

SURE-LITE #APCH7-R

RA6

RLM AND DOME SHAPE

LIGHTING FIXTURE SCHEDULE:

L-7 3 79 STEP PENDANT COOPER LIGHTING 143-P

L-8 6 7.3 W/FT DIRECT WALL MOUNT EDGE LIGHTING LCMW

FABRIQUE 143 SERIES

LOCATED IN SHELVING FIXTURES
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ELECTRICAL RISER SYMBOLS:

NEW

EXISTING ITEM/FEEDER

TO REMAIN

EXISTING ITEM/FEEDER

TO BE DISCONNECTED & REMOVED

–

FLOOR LEVEL
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PANEL: B (EXISTING) MOUNTING: RECESSED

208Y/120 VOLTS, 3 PHASE, 4 WIRE PANEL LOCATION: EL CLOSET

MAIN CB: NA MLO: BUS: 250A MIN, FED FROM: MAIN SERVICE
NOTE:

CKT NO. TRIP
AMPS DESCRIPTION OF LOAD LOAD

TYPE
LOAD
(KVA)

MINIMUM BRANCH
CIRCUIT

PER PHASE (KVA) MINIMUM BRANCH
CIRCUIT

LOAD
(KVA)

LOAD
TYPE DESCRIPTION OF LOAD TRIP

AMPS CKT NO.
A B C

1 20 EXISTING EXISTING 0.00 EXISTING EXISTING 20 2
3 SPACE 0.00 SPACE 4
5 20 EXISTING EXISTING 0.00 EXISTING EXISTING 20 6
7 20 EXISTING EXISTING 0.00 EXISTING EXISTING 20 8
9 SPACE 0.00 SPACE 10

11 20 EXISTING EXISTING 0.00 EXISTING EXISTING 20 12
13 20 EXISTING EXISTING 0.00 SPACE 14
15 SPACE 0.00 SPACE 16
17 20 EXISTING EXISTING 0.00 SPACE 18
19 SPACE 0.00 SPACE 20
21 SPACE 0.00 SPACE 22
23 SPACE 0.00 SPACE 24
25 SPACE 0.00 SPACE 26
27 SPACE 0.00 SPACE 28
29 SPACE 0.00 SPACE 30
31 SPACE 0.00 SPACE 32
33 SPACE 0.00 SPACE 34
35 SPACE 0.00 SPACE 36
37 SPACE 0.00

EXISTING 50/3P
38

39 SPACE 0.00 40
41 20 EXISTING 0.00 42

TOTAL CONNECTED LOAD (KVA) 0.00 0.00 0.00
LOAD CLASSIFICATION CONNECTED LOAD (KVA) DEMAND FACTOR DEMAND LOAD (KVA)

PANEL TOTAL LOAD
TOTLA LIGHTING L 0.00 125% 0.00
TOTAL RECEPTACLE R 0.00 100% 0.00 TOTAL CONNECTED LOAD 0.00 KVA
TOTAL HVAC H 0.00 100% 0.00 TOTAL DEMAND LOAD 0.00 KVA
TOTAL MOTOR M 0.00 100% 0.00 TOTAL CONNECTED CURRENT 0.00 AMP
TOTAL KITCHEN/EQUIPMENTS E 0.00 65% 0.00 TOTAL DEMAND CURRENT 0.00 AMP
TOTAL OTHER/MISCILLANEOUS O 0.00 100% 0.00 SYSTEM VOLTAGE 120/208 Wye

PANEL: A (EXISTING) MOUNTING: RECESSED

208Y/120 VOLTS, 3 PHASE, 4 WIRE PANEL LOCATION: EL CLOSET

MAIN CB: 200 A MLO: NA BUS: 250A MIN, FED FROM: MAIN SERVICE
NOTE:

CKT NO. TRIP
AMPS DESCRIPTION OF LOAD LOAD

TYPE
LOAD
(KVA)

MINIMUM BRANCH
CIRCUIT

PER PHASE (KVA) MINIMUM BRANCH
CIRCUIT

LOAD
(KVA)

LOAD
TYPE DESCRIPTION OF LOAD TRIP

AMPS CKT NO.
A B C

1 20 LIGHTING-RETAIL 1 (L-2) L 0.33 2#12, #12G, 3/4"C 1.39 2#12, #12G, 3/4"C 1.06 L LIGHTING-RETAIL 1 (L-1) 20 2
3 20 LIGHTING-RETAIL 1 (L-3) L 0.66 2#12, #12G, 3/4"C 1.79 2#12, #12G, 3/4"C 1.12 L LIGHTING-RETAIL 2 (L-1) 20 4
5 20 LIGHTING-RETAIL 2 (L-2) L 0.45 2#12, #12G, 3/4"C 0.61 2#12, #12G, 3/4"C 0.16 L LIGHTING-RETAIL 2 (L-7) 20 6
7 20 LIGHTING-RETAIL 2 (L-1) L 0.62 2#12, #12G, 3/4"C 0.82 2#12, #12G, 3/4"C 0.20 L LIGHTING-RETAIL 2 (L-2) 20 8
9 20 LIGHTING-RETAIL 1  & 2 (L-4) TRACK LIGHT L 0.19 2#12, #12G, 3/4"C 0.66 2#12, #12G, 3/4"C 0.47 L LIGHTING STORAGE-2 (L-1) 20 10

11 20 J BOX FOR MIRROR LIGHT & STRIP LIGHT (L-8) L 0.49 2#12, #12G, 3/4"C 1.49 2#12, #12G, 3/4"C 1.00 L EXTERNAL BUILDING SIGNAGE 20 12
13 20 SHOW WINDOW RECEPTACLE L 1.98 2#12, #12G, 3/4"C 2.98 2#12, #12G, 3/4"C 1.00 L EXTERNAL BUILDING SIGNAGE 20 14
15 20 SHOW WINDOW RECEPTACLE L 1.98 2#12, #12G, 3/4"C 2.70 2#12, #12G, 3/4"C 0.72 R GENERAL RECEPTACLE-RETAIL 1 20 16
17 20 SHOW WINDOW RECEPTACLE L 1.98 2#12, #12G, 3/4"C 2.52 2#12, #12G, 3/4"C 0.54 R GENERAL RECEPTACLE-RETAIL 1 20 18
19 20 SHOW WINDOW RECEPTACLE L 1.98 2#12, #12G, 3/4"C 2.88 2#12, #12G, 3/4"C 0.90 R GENERAL RECEPTACLE-STORAGE 2 20 20
21 20 RECEPTACLE-OFFICE R 0.54 2#12, #12G, 3/4"C 1.26 2#12, #12G, 3/4"C 0.72 R GENERAL RECEPTACLE-RETAIL 2 20 22
23 20 RECEPTACLE-STORAGE 1 R 0.36 2#12, #12G, 3/4"C 1.08 2#12, #12G, 3/4"C 0.72 R GENERAL RECEPTACLE-RETAIL 2 20 24
25 20 GFCI RECEPTACLE-REST ROOM R 0.36 2#12, #12G, 3/4"C 0.90 2#12, #12G, 3/4"C 0.54 R GENERAL RECEPTACLE-RETAIL 2 20 26
27 20 HAND DRYER-REST ROOM E 1.00 2#12, #12G, 3/4"C 3.00

2#10, #10G, 3/4"C
2.00 O

WATER HEATER (HWHT-1) 30/2P
28

29 20 HAND DRYER-REST ROOM E 1.00 2#12, #12G, 3/4"C 3.00 2.00 O 30
31 20 RECIRCULATION PUMP (HWCP-1) M 0.53 2#12, #12G, 3/4"C 2.53

2#10, #10G, 3/4"C
2.00 M

ELECTRIC SHUTTER 30/2P
32

33 20 TRACK LIGHT PROVISION (FRONT SIDE) L 0.30 2#12, #12G, 3/4"C 2.30 2.00 M 34
35 20 TRACK LIGHT PROVISION (BACK SIDE) L 0.30 2#12, #12G, 3/4"C 0.30 SPARE 20 36
37

30/2P ELECTRIC SHUTTER
M 2.00

2#10, #10G, 3/4"C
6.80

SAME AS EXISTING
4.80 H

EXISTING RTU (AC) 60/3P
38

39 M 2.00 6.80 4.80 H 40
41 20 SPARE 4.80 4.80 H 42

TOTAL CONNECTED LOAD (KVA) 18.30 18.50 13.81
LOAD CLASSIFICATION CONNECTED LOAD (KVA) DEMAND FACTOR DEMAND LOAD (KVA)

PANEL TOTAL LOAD
TOTLA LIGHTING L 16.27 125% 20.34
TOTAL RECEPTACLE R 5.40 100% 5.40 TOTAL CONNECTED LOAD 50.61 KVA
TOTAL HVAC H 14.41 100% 14.41 TOTAL DEMAND LOAD 53.98 KVA
TOTAL MOTOR M 8.53 100% 8.53 TOTAL CONNECTED CURRENT 140.65 AMP
TOTAL KITCHEN/EQUIPMENTS E 2.00 65% 1.30 TOTAL DEMAND CURRENT 150.00 AMP
TOTAL OTHER/MISCILLANEOUS O 4.00 100% 4.00 SYSTEM VOLTAGE 120/208 Wye
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EXPANSION TANK SCHEDULE

TAG LOCATION SERVICE
CAPACITY
(GALLONS)

MANUFACTURER &
MODEL

DIMENSION
(DIA X HEIGHT) WEIGHT (LBS) NO. OF EXPANSION

TANK

ET-1 REFER FLOOR
PLANS HW 2 THERM-X-TROL ST-5 8" X 13" 5 1

RECIRCULATING PUMP SCHEDULE

ITEM QUANTITY GPM
TOTAL

HEAD(FT)
MOTOR

HP
MANUFACTURER &

MODEL NO
HWCP-1 1 2 10 0.115 GRUNDFOS UPS 15-18

ELECTRIC WATER HEATER SCHEDULE

HEATER TAG LOCATION STORAGE FUEL TYPE

HWHT-1 REFRER
FLOOR PLAN

30 ELECTRICAL

GALLONS
RECOVERY RATE AT 100°F

(GPH)

16.4

MANUFACTURER &
MODEL NO.

HUBBELL
HE30-4SLRS

REMARKS

-DIMENSION 22" DIA X 24" H

PLUMBING FIXTURE SCHEDULE
FIXTURE

NO TYPE SAN VENT CW HW

P-1 WATER CLOSET 4" 2" 3/4" -
P-2 LAVATORY 1-1/2" 1-1/2" 1/2" 1/2"

NOTE: ALL FIXTURE MAY BE SUBSTITUTED WITH APPROVED EQUAL. CONTACT OWNER FOR APPROVAL
FLOOR DRAIN 3" --P-4 2"

TYPE

ELECTRIC STORAGE HORIZONTAL
TYPE WATER HEATER
(CEILING MOUNTED)

-PROVIDE EXPANSION
TANK(ET-1) AS PER SCHEDULE.

P-3 MOP SINK 3" 2"

INPUT
KW

4.0

3/4" 3/4"

-CEILING MOUNTED HEATER
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