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ELECTRICAL LIGHTING LAYOUT KEYED WORK NOTES:

ET91215CR RATINGS

INTERMATIC ET91215CR ELECTRONIC TIMER DETAILS:

C

INTERMATIC ET91215CR ELECTRONIC TIMER RELAY CONTROL
CONFIGURATION:

LIGHTING FIXTURE SCHEDULE

TYPE DESCRIPTION MANUFACTURE
R CATALOGUE# MOUNTING VOLTAGE

WATTAGE
(W) REMARK

A LINEAR SUSPENDED
LIGHT SIGNIFY 290-6-L-B-QQ-08-G-D-E-T-A

6-3-144 SUSPENDED 120 46.6

EX EXIT LIGHT TBD TBD WALL 120 3
Y1 EMERGENCY LIGHT TBD TBD WALL 120 3
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ELECTRICAL RISER DIAGRAM KEYED WORK NOTES:

POWER DRAWING NOTES
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ELECTRICAL POWER ROOF PLAN KEYED WORK NOTES:

POWER ROOF PLAN NOTES
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PANEL: MDP (E) MOUNTING: SURFACE

480Y/277 VOLTS, 3 PHASE, 4 WIRE LOCATION: ELECTRICAL ROOM
NOTE:"NOTE: L:LIGHTING, R: RECEPTACLES, K:KITCHEN/EQUIPMENTS, C: REFRIGERATION, H: HVAC, M: MOTOR, O:OTHER/MISCILLANEOUS "

MAIN CB NA MLO: 400A BUS: EXISTING MIN, FED FROM: EXISTING DISCONNECT SWITCH

CKT NO. TRIP
AMPS DESCRIPTION OF LOAD LOAD

TYPE
LOAD
(KVA)

MINIMUM BRANCH
CIRCUIT

PER PHASE (KVA) MINIMUM BRANCH
CIRCUIT

LOAD
(KVA)

LOAD
TYPE DESCRIPTION OF LOAD TRIP

AMPS CKT NO.
A B C

1
60/3P SPARE

0.00
SPARE 35/3P

2
3 0.00 4
5 0.00 6
7

35/3P SPARE
0.00

SPARE 35/3P
8

9 0.00 10
11 0.00 12
13

35/3P SPARE
0.00

SPARE 35/3P
14

15 0.00 16
17 0.00 18
19

20/3P RTU-4
H 5.27

3#12, #12G, 3/4"C
5.27

SPARE 35/3P
20

21 H 5.27 5.27 22
23 H 5.27 5.27 24
25

30/3P RTU-5
H 6.93

3#10, #10G, 3/4"C
6.93

SPARE 35/3P
26

27 H 6.93 6.93 28
29 H 6.93 6.93 30
31

30/3P RTU-6
H 6.93

3#10, #10G, 3/4"C
6.93

SPACE
32

33 H 6.93 6.93 34
35 H 6.93 6.93 36
37

35/3P SPARE
0.00

SPARE 35/3P
38

39 0.00 40
41 0.00 42
43

35/3P SPARE
13.60

EXISTING
13.60 O

EXISTING 75KVA TRANSFORMER 100A/3P
44

45 13.60 13.60 O 46
47 13.60 13.60 O 48
49

35/3P SPARE
0.21

EXISTING
0.21 O

PANEL A 150A/3P
50

51 0.21 0.21 O 52
53 0.21 0.21 O 54

TOTAL CONNECTED LOAD (KVA) 32.93 32.93 32.93

PANEL: A (E) MOUNTING: SURFACE

480Y/277 VOLTS, 3 PHASE, 4 WIRE LOCATION: ELECTRICAL ROOM
NOTE:"NOTE: L:LIGHTING, R: RECEPTACLES, K:KITCHEN/EQUIPMENTS, C: REFRIGERATION, H: HVAC, M: MOTOR, O:OTHER/MISCILLANEOUS "

MAIN CB NA MLO: 400A BUS: EXISTING MIN, FED FROM: EXISTING DISCONNECT SWITCH

CKT NO. TRIP
AMPS DESCRIPTION OF LOAD LOAD

TYPE
LOAD
(KVA)

MINIMUM BRANCH
CIRCUIT

PER PHASE (KVA) MINIMUM BRANCH
CIRCUIT

LOAD
(KVA)

LOAD
TYPE DESCRIPTION OF LOAD TRIP

AMPS CKT NO.
A B C

1 20 SPARE 0.00 SPARE 20 2
3 20 SPARE 0.00 SPARE 20 4
5 20 SPARE 0.50 EXISTING 0.50 L RESTROOM LIGHTS 20 6
7 20 SPARE 0.00 SPARE 20 8
9 20 SPARE 0.00 SPARE 20 10

11 20 SPARE 0.00 SPARE 20 12
13 20 SPARE 0.00 SPACE 14
15 20 SPARE 0.00 SPACE 16
17 20 SPARE 0.00 SPACE 18
19 20 SPARE 0.00 SPACE 20
21 20 SPARE 0.00 SPACE 22
23 20 SPARE 0.00 SPACE 24
25 20 SPARE 0.00 SPACE 26
27 20 SPARE 0.00 SPACE 28
29 SPACE 0.00 SPACE 30
31 SPACE 0.00 SPACE 32
33 SPACE 0.00 SPACE 34
35 SPACE 0.00 SPACE 36
37 SPACE 0.00 SPACE 38
39 SPACE 0.00 SPACE 40
41 SPACE 0.00 SPACE 42

TOTAL CONNECTED LOAD (KVA) 0.00 0.00 0.50

PANEL: B(SEC-I)(E) MOUNTING: SURFACE

208Y/120 VOLTS, 3 PHASE, 4 WIRE LOCATION: ELECTRICAL ROOM
NOTE:"NOTE: L:LIGHTING, R: RECEPTACLES, K:KITCHEN/EQUIPMENTS, C: REFRIGERATION, H: HVAC, M: MOTOR, O:OTHER/MISCILLANEOUS "

MAIN CB 225A MLO: NA BUS: EXISTING MIN, FED FROM: EXISTING 75KVA TRANSFORMER

CKT NO. TRIP
AMPS DESCRIPTION OF LOAD LOAD

TYPE
LOAD
(KVA)

MINIMUM BRANCH
CIRCUIT

PER PHASE (KVA) MINIMUM BRANCH
CIRCUIT

LOAD
(KVA)

LOAD
TYPE DESCRIPTION OF LOAD TRIP

AMPS CKT NO.
A B C

1 20 RECEPTACLE ROOF R 0.54 2#12, #12G, 3/4"C 1.26 2#12, #12G, 3/4"C 0.72 R FLOOR RECEPTACLE 20 2
3 20 EXHAUST FAN#1 M 0.50 EXISTING 1.22 2#12, #12G, 3/4"C 0.72 R FLOOR RECEPTACLE 20 4
5 20 WATER HEATER RECEPTACLE R 0.50 EXISTING 1.22 2#12, #12G, 3/4"C 0.72 R FLOOR RECEPTACLE 20 6
7 20 WATER COOLER RECEPTACLE R 0.50 2#12, #12G, 3/4"C 1.22 2#12, #12G, 3/4"C 0.72 R FLOOR RECEPTACLE 20 8
9 20 RECEPTACLE-SALES AREA R 0.54 2#12, #12G, 3/4"C 1.26 2#12, #12G, 3/4"C 0.72 R FLOOR RECEPTACLE 20 10

11 20 RECEPTACLE-SALES AREA R 0.54 2#12, #12G, 3/4"C 0.72 2#12, #12G, 3/4"C 0.18 R FLOOR RECEPTACLE 20 12
13 20 RECEPTACLE-SALES AREA R 0.36 2#12, #12G, 3/4"C 0.36 SPARE 20 14
15 20 RECEPTACLE-SALES AREA R 0.36 2#12, #12G, 3/4"C 0.36

SPARE 40/2P
16

17 20 RECEPTACLE-SALES AREA R 0.18 2#12, #12G, 3/4"C 0.18 18
19 20 RECEPTACLE ON DESK R 0.72 2#12, #12G, 3/4"C 0.72 SPARE 20 20
21 20 RECEPTACLE ON DESK R 0.72 2#12, #12G, 3/4"C 0.72 SPARE 20 22
23 20 EXHAUST FAN#2 M 0.50 EXISTING 0.50 SPARE 20 24
25 20 RECEPTACLE-SALES AREA R 0.54 2#12, #12G, 3/4"C 0.54 SPARE 20 26
27 20 RECEPTACLE-SALES AREA R 0.54 2#12, #12G, 3/4"C 0.54 SPARE 20 28
29 20 RECEPTACLE-SALES AREA R 0.36 2#12, #12G, 3/4"C 0.36 SPARE 20 30
31 20 RECEPTACLE-SALES AREA R 0.36 2#12, #12G, 3/4"C 0.36 SPARE 20 32
33 20 RECEPTACLE-SALES AREA R 0.36 2#12, #12G, 3/4"C 0.36 SPARE 20 34
35 20 SPARE 0.00 SPARE 20 36
37 20 SPARE 9.63

EXISTING
9.63 O

PANEL D 100/3P
38

39 20 SPARE 9.63 9.63 O 40
41 20 SPARE 9.63 9.63 O 42

TOTAL CONNECTED LOAD (KVA) 14.09 14.09 12.61

PANEL: B(SEC-II)(E) MOUNTING: SURFACE

208Y/120 VOLTS, 3 PHASE, 4 WIRE LOCATION: ELECTRICAL ROOM
NOTE:"NOTE: L:LIGHTING, R: RECEPTACLES, K:KITCHEN/EQUIPMENTS, C: REFRIGERATION, H: HVAC, M: MOTOR, O:OTHER/MISCILLANEOUS "

MAIN CB NA MLO: NA BUS: EXISTING MIN, FED FROM: EXISTING 75KVA TRANSFORMER

CKT NO. TRIP
AMPS DESCRIPTION OF LOAD LOAD

TYPE
LOAD
(KVA)

MINIMUM BRANCH
CIRCUIT

PER PHASE (KVA) MINIMUM BRANCH
CIRCUIT

LOAD
(KVA)

LOAD
TYPE DESCRIPTION OF LOAD TRIP

AMPS CKT NO.
A B C

43 20 SPARE 0.00 SPARE 20 44
45 20 SPARE 0.00 SPARE 20 46
47 20 SPARE 0.00 SPARE 20 48
49 20 SPARE 0.00 SPARE 20 50
51 20 SPARE 0.00 SPARE 20 52
53 20 SPARE 0.00 SPARE 20 54
55 20 SPARE 0.00 SPARE 20 56
57 20 SPARE 0.00 SPARE 20 58
59 20 SPARE 0.00 SPARE 20 60
61 20 SPARE 0.00 SPARE 20 62
63 20 SPARE 0.00 SPARE 20 64
65 20 SPARE 0.00 SPARE 20 66
67 20 SPARE 0.00 SPARE 20 68
69 20 SPARE 0.00 SPARE 20 70
71 20 SPARE 0.00 SPARE 20 72
73 20 SPARE 0.00 SPARE 20 74
75 20 SPARE 0.00 SPARE 20 76
77 20 SPARE 0.00 SPARE 20 78
79 20 SPARE 0.00 SPARE 20 80
81 20 SPARE 0.00 SPARE 20 82
83 20 SPARE 0.00 SPARE 20 84

TOTAL CONNECTED LOAD (KVA) 0.00 0.00 0.00

PANEL: D(E) MOUNTING: SURFACE

208Y/120 VOLTS, 3 PHASE, 4 WIRE LOCATION: ELECTRICAL ROOM
NOTE:"NOTE: L:LIGHTING, R: RECEPTACLES, K:KITCHEN/EQUIPMENTS, C: REFRIGERATION, H: HVAC, M: MOTOR, O:OTHER/MISCILLANEOUS "

MAIN CB NA MLO: 100A BUS: EXISTING MIN, FED FROM: PANEL B

CKT NO. TRIP
AMPS DESCRIPTION OF LOAD LOAD

TYPE
LOAD
(KVA)

MINIMUM BRANCH
CIRCUIT

PER PHASE (KVA) MINIMUM BRANCH
CIRCUIT

LOAD
(KVA)

LOAD
TYPE DESCRIPTION OF LOAD TRIP

AMPS CKT NO.
A B C

1 20 LIGHTING - SALES AREA L 0.42 2#12, #12G, 3/4"C 2.02 2#12, #12G, 3/4"C 1.60 R SHOW WINDOW RECEPTACLE 20 2
3 20 LIGHTING - SALES AREA L 0.37 2#12, #12G, 3/4"C 1.97 2#12, #12G, 3/4"C 1.60 R SHOW WINDOW RECEPTACLE 20 4
5 20 LIGHTING - SALES AREA L 0.47 2#12, #12G, 3/4"C 2.07 2#12, #12G, 3/4"C 1.60 R SHOW WINDOW RECEPTACLE 20 6
7 20 LIGHTING - SALES AREA L 0.47 2#12, #12G, 3/4"C 2.07 2#12, #12G, 3/4"C 1.60 R SHOW WINDOW RECEPTACLE 20 8
9 20 LIGHTING - SALES AREA L 0.47 2#12, #12G, 3/4"C 2.07 2#12, #12G, 3/4"C 1.60 R SHOW WINDOW RECEPTACLE 20 10

11 20 EXTERIOR BUILDING SIGN(LEFT SECOND WALL) L 1.00 2#12, #12G, 3/4"C 2.60 2#12, #12G, 3/4"C 1.60 R SHOW WINDOW RECEPTACLE 20 12
13 20 EXTERIOR BUILDING SIGN(LEFT) L 1.00 2#12, #12G, 3/4"C 2.60 2#12, #12G, 3/4"C 1.60 R SHOW WINDOW RECEPTACLE 20 14
15 20 EXTERIOR BUILDING SIGN(FRONT) L 1.00 2#12, #12G, 3/4"C 2.60 2#12, #12G, 3/4"C 1.60 R SHOW WINDOW RECEPTACLE 20 16
17 20 EXTERIOR BUILDING SIGN(REAR) L 1.00 2#12, #12G, 3/4"C 2.60 2#12, #12G, 3/4"C 1.60 R SHOW WINDOW RECEPTACLE 20 18
19 20 RECEPTACLE-CAMERA R 0.18 2#12, #12G, 3/4"C 1.78 2#12, #12G, 3/4"C 1.60 R SHOW WINDOW RECEPTACLE 20 20
21 20 RECEPTACLE-STORAGE AREA R 0.90 2#12, #12G, 3/4"C 2.50 2#12, #12G, 3/4"C 1.60 R SHOW WINDOW RECEPTACLE 20 22
23 20 RECEPTACLE-SALES AREA R 0.36 2#12, #12G, 3/4"C 1.08 2#12, #12G, 3/4"C 0.72 R RECEPTACLE-SALES COULUM 20 24
25 20 EXTERIOR OUTLET R 0.18 2#12, #12G, 3/4"C 0.90 2#12, #12G, 3/4"C 0.72 R RECEPTACLE-SALES COULUM 20 26
27 20 TIMER O 0.50 2#12, #12G, 3/4"C 0.50 SPARE 20 28
29 20 SPARE 0.00 SPARE 20 30
31 20 SPARE 0.00 SPARE 20 32
33 20 SPARE 0.00 SPARE 20 34
35 20 SPARE 0.00 SPARE 20 36
37 20 SPARE 0.00 SPARE 20 38
39 20 SPARE 0.00 SPARE 20 40
41 20 SPARE 0.00 SPARE 20 42

TOTAL CONNECTED LOAD (KVA) 9.37 9.64 8.35
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1 PLUMBING SANITARY AND VENT PIPING PLAN
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1 GAS PLAN
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