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TYPESYMBOL DESCRIPTION WATTAGE QUANTITY

EX LED EXIT LIGHT WITH BATTERY BACKUP

LIGHT FIXTURE SCHEDULE:

3 2

ELECTRICAL LIGHTING PLAN GENERAL NOTES
D

4'-0" SUSPENDED LED LINEAR LIGHT FIXTURE
TBD
MOUNTING HEIGHT: MATCH EXISTING

TBD 1

ELECTRICAL LIGHTING PLAN KEYED WORK NOTES

EBU-W
EMERGENCY LIGHT FIXTURE WITH
BATTERY BACKUP

2 2
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ELECTRICAL LIGHTING PLAN KEYED WORK NOTES

ELECTRICAL LIGHTING PLAN GENERAL NOTES

A2
2X2 LED TROFFER DAY-BRITE CFI BY SIGNIFY
2FXP38B835-2-DS-UNB-DIM
MOUNTING HEIGHT: 9'-6" AFF

4.5" LED DOWNLIGHT HE WILLIAMS
4DR-TL-L10/835-QS-DIM1-UNV-OW-OF-
CS-N-F1
MOUNTING HEIGHT: 9'-6"

B

4.5" LED WALL WASHER HE WILLIAMS
4ARL20 835 DIM UNV/ OWOFCSMWT N F1
MOUNTING HEIGHT: 9'-6"

C

TYPESYMBOL DESCRIPTION WATTAGE QUANTITY

33

9

20

38

29

9

EX

EBU-W

LED EXIT LIGHT WITH BATTERY BACKUP

EMERGENCY LIGHT FIXTURE WITH
BATTERY BACKUP

LIGHT FIXTURE SCHEDULE:

2

3 10

17

MANUAL OVER
RIDE SWITCH

E

F

ETR

EXTERIOR LED WALL PACK
WILLIAMS VOLTAIRE VWPV-L30-TFT-BLK
-CGL-DIM-UNV
MOUNTING HEIGHT: TBD

PENDENT LIGHT FIXTURES
WICKER-GLOBE-PENDANT-W3879

36

30

TBD

3

12

1FUORESCENT TUBE LIGHT
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PANEL: EM (NEW) MOUNTING: SURFACE

120/240 VOLTS, 1 PHASE, 3 WIRE PANEL LOCATION: BASEMENT

MAIN CB: 70 A MLO: NA BUS: 125A MIN, FED FROM: ATS
NOTE:

CKT NO. TRIP
AMPS DESCRIPTION OF LOAD LOAD

TYPE
LOAD
(KVA)

MINIMUM BRANCH
CIRCUIT

PER PHASE (KVA) MINIMUM BRANCH
CIRCUIT

LOAD
(KVA)

LOAD
TYPE DESCRIPTION OF LOAD TRIP

AMPS CKT NO.
A C

1 20 SPARE 0.36 2#12, #12G, 3/4"C 0.36 O SECURITY SYSTEM 20 2
3 20 SPARE 1.50 2#10, #10G, 3/4"C 1.50 O SPECIAL RECEPTACL L5-30 30 4
5 20 SPARE 0.60 2#12, #12G, 3/4"C 0.60 O SECURITY SYSTEM DVR 20 6
7 20 SPARE 0.36 2#12, #12G, 3/4"C 0.36 O SECURITY SYSTEM DVR 20 8
9 20 SPARE 0.36 2#12, #12G, 3/4"C 0.36 O SECURITY SYSTEM DVR 20 10

11 20 SPARE 0.80 2#12, #12G, 3/4"C 0.80 O RECEPTACLE-IT/DATA ROOM 20 12
13 20 SPARE 1.50 2#12, #12G, 3/4"C 1.50 O MISCELLANEOUS LOAD OF SECURITY SYSTEM 20 14
15 20 SPARE 0.50 2#12, #12G, 3/4"C 0.50 O JUNCTION BOX FOR CARD READER 20 16
17 20 SPARE 0.60 2#12, #12G, 3/4"C 0.60 O JUNCTION BOX FOR CARD READER 20 18
19 20 GENERATOR BATTERY CHARGER O 1.00 2#12, #12G, 3/4"C 1.36 2#12, #12G, 3/4"C 0.36 R SECURITY MONITOR RECEPTACLE 20 20
21 20 GENERATOR JACKET HEATER O 0.50 2#12, #12G, 3/4"C 0.68 2#12, #12G, 3/4"C 0.18 R WALL MOUNTED TIME CLOCK RECEPTACLE 20 22
23 20 REACH IN REFRIGERATOR E 0.52 2#12, #12G, 3/4"C 0.52 SPARE 20 24
25 20 UNDERCOUNTER FRIDGE SUMMIT AL57G E 0.12 2#12, #12G, 3/4"C 0.12 SPARE 20 26
27 20 SPARE 0.00 SPARE 20 28
29 20 SPARE 0.00 SPARE 20 30

TOTAL CONNECTED LOAD (KVA) 4.22 5.04

NEW
PANEL "A"

600A
120/240V
3PH,4W

NEW
PANEL"EM"

70A
120/240V

1PH

3-4 + 1#8G, 1"C.3-4 + 1#8G, 1"C.

3-4 + 1#8G, 1"C.

3-4 + 1#8G, 1"C.

TWO SETS OF 4-350KCM, 3"C.

NEW
PANEL "B"

150A
(MLO)

120/240V
 3PH,4W

70A/2P

150A/3P

PANEL: A (NEW) MOUNTING: SURFACE

120/240 VOLTS, 3 PHASE, 4 WIRE PANEL LOCATION: BASEMENT

MAIN CB: 600 A MLO: NA BUS: 600 A MIN, FED FROM: 600A SERVICE DISCONNECT
NOTE:

CKT NO. TRIP
AMPS DESCRIPTION OF LOAD LOAD

TYPE
LOAD
(KVA)

MINIMUM BRANCH
CIRCUIT

PER PHASE (KVA) MINIMUM BRANCH
CIRCUIT

LOAD
(KVA)

LOAD
TYPE DESCRIPTION OF LOAD TRIP

AMPS CKT NO.
A B C

1 20 RESTROOM MEN'S/WOMEN'S  RECEPTACLE R 0.36 2#12, #12G, 3/4"C 3.06
2#8, #10G, 3/4"C

2.70 H
CU-1 2P-40A

2
3 20 HAND DRYER -REST ROOM O 1.00 2#12, #12G, 3/4"C 3.70 2.70 H 4
5 20 HAND DRYER -REST ROOM O 1.00 2#12, #12G, 3/4"C 3.70

2#8, #10G, 3/4"C
2.70 H

CU-2 2P-40A
6

7 20 RECEPTACLE - IT/DATA R 0.18 2#12, #12G, 3/4"C 2.88 2.70 H 8
9 20 RETAIL RECEPTACLE - MARKETING TV R 0.18 2#12, #12G, 3/4"C 2.88

2#8, #10G, 3/4"C
2.70 H

CU-3 2P-40A
10

11 20 POS AREA RECEPTACLE- MARKETING TV R 0.36 2#12, #12G, 3/4"C 3.06 2.70 H 12
13 20 CONSULT RECEPTACLE R 0.36 2#12, #12G, 3/4"C 12.40

4#1/0,  #6G, 1-1/2"C.
12.04 O

PANEL B 3P-150A
14

15 20 ATM RECEPTACLE R 0.18 2#12, #12G, 3/4"C 12.22 12.04 O 16
17 20 POS AREA RECEPTACLE- GTG R 0.90 2#12, #12G, 3/4"C 12.94 12.04 O 18
19 20 POS AREA RECEPTACLE- GENERAL USE R 0.54 2#12, #12G, 3/4"C 5.76

3#8,  #10G, 3/4"C.
5.22 O

EDH-1 3P-50A
20

21 20 PACK AND FILL AREA RECEPTACLE R 1.08 2#12, #12G, 3/4"C 6.30 5.22 O 22
23 20 SAFE AREA  RECEPTACLE- GENERAL USE R 0.36 2#12, #12G, 3/4"C 5.58 5.22 O 24
25 20 SAFE AREA  RECEPTACLE R 0.18 2#12, #12G, 3/4"C 0.18 SPARE 20 26
27 20 ENCLOSED DELIVERY AREA  RECEPTACLE R 0.18 2#12, #12G, 3/4"C 0.18 SPARE 20 28
29 20 JB FOR ENTRY LOGO O 0.50 2#12, #12G, 3/4"C 0.50 SPARE 20 30
31 20 RECEPTACLE - FUTURE BUILD R 0.36 2#12, #12G, 3/4"C 0.36 SPARE 20 32
33 20 RECEPTACLE CONVENIENCE R 0.54 2#12, #12G, 3/4"C 5.06

2#4, #8G, 1"C
4.52 O

PANEL EM VIA ATS 2P-70A
34

35 20 RECEPTACLE CONVENIENCE R 0.36 2#12, #12G, 3/4"C 4.88 4.52 O 36
37 20 LTG-WAITING, CHECKIN, RETAIL,CORRIDOR L 0.24 2#12, #12G, 3/4"C 3.24

3#10, #10G, 3/4"C
3.00 O

WATER HEATER (WH-1) 3P-30A
38

39 20 LTG-POS L 0.13 2#12, #12G, 3/4"C 3.13 3.00 O 40
41 20 LTG- CONSULT,IT/DATA,REST ROOMS, TXF-1,TXF-2 L 0.20 2#12, #12G, 3/4"C 3.20 3.00 O 42

TOTAL CONNECTED LOAD (KVA) 27.89 33.48 33.86

PANEL: B (NEW) MOUNTING: SURFACE

120/240 VOLTS, 3 PHASE, 4 WIRE PANEL LOCATION: BASEMENT

MAIN CB: NA MLO: 150A BUS: 150 A MIN, FED FROM: PANEL A
NOTE:

CKT NO. TRIP
AMPS DESCRIPTION OF LOAD LOAD

TYPE
LOAD
(KVA)

MINIMUM BRANCH
CIRCUIT

PER PHASE (KVA) MINIMUM BRANCH
CIRCUIT

LOAD
(KVA)

LOAD
TYPE DESCRIPTION OF LOAD TRIP

AMPS CKT NO.
A B C

1 20 AHU-1 H 2.12 2#12, #12G, 3/4"C 2.98 2#12, #12G, 3/4"C 0.86 M OAF-1 20 2
3 20 AHU-2 H 2.12 2#12, #12G, 3/4"C 2.30 2#12, #12G, 3/4"C 0.18 M TXF-3 20 4
5 20 AHU-3 H 2.12 2#12, #12G, 3/4"C 2.30 2#12, #12G, 3/4"C 0.18 M JXF-1 20 6
7 20 AHU-4 H 2.12 2#12, #12G, 3/4"C 2.64 2#12, #12G, 3/4"C 0.53 M CIRCULATION PUMP (HWCP-1) 20 8
9 20 AHU-5 H 2.12 2#12, #12G, 3/4"C 2.66 2#12, #12G, 3/4"C 0.54 R WAITING AREA JB - GOODBLEND LOGO 20 10

11 20 RECEPTACLE - ENTRY R 0.18 2#12, #12G, 3/4"C 0.54 2#12, #12G, 3/4"C 0.36 R CHECK IN AREA RECEPTACLE - DESK 20 12
13 20 DELIVERY AREA RECEPTACLE - DESK R 0.18 2#12, #12G, 3/4"C 0.90 2#12, #12G, 3/4"C 0.72 R RETAIL/CORRIDOOR AREA RECEPTACLE  - GENERAL 20 14
15 20 DELIVERY AREA RECEPTACLE - GENERAL USE R 0.36 2#12, #12G, 3/4"C 0.90 2#12, #12G, 3/4"C 0.54 R SERVICE RECEPTACLE EXTERNAL 20 16
17 20 WAITING AREA RECEPTACLE - GENERAL USE R 0.54 2#12, #12G, 3/4"C 1.62 2#12, #12G, 3/4"C 1.08 R CORRIDOOR AREA RECEPTACLE - WATER COOLER 20 18
19 20 MOTORIZED DAMPER M 0.20 2#12, #12G, 3/4"C 0.56 2#12, #12G, 3/4"C 0.36 R BASEMENT- SERVICE RECEPTACLE 20 20
21 20 SPARE 0.00 SPARE 20 22
23

2P-40A CU-4
H 2.70

2#8, #10G, 3/4"C
3.11 2#12, #12G, 3/4"C 0.40 E ICE/WATER MAKER MACHINE 20 24

25 H 2.70 4.50 2#12, #12G, 3/4"C 1.80 O EUH-1 20 26
27

2P-40A CU-5
H 2.70

2#8, #10G, 3/4"C
4.50 2#12, #12G, 3/4"C 1.80 O EUH-2 20 28

29 H 2.70 2.88 2#12, #12G, 3/4"C 0.18 R BREAK ROOM RECEPTACLE- TEAM SCREEN 20 30
31 20 LTG-PACK-N-FILL, SAFE, FUTURE BUILD L 0.46 2#12, #12G, 3/4"C 1.00 2#12, #12G, 3/4"C 0.54 R BREAK ROOM RECEPTACLE- PANTRY 20 32
33 20 LTG-BREAK ROOM L 0.26 2#12, #12G, 3/4"C 0.44 2#12, #12G, 3/4"C 0.18 R BREAK ROOM RECEPTACLE- REF. 20 34
35 20 LTG-SECURITY,MGR OFFICE, DELIVERY L 0.40 2#12, #12G, 3/4"C 0.76 2#12, #12G, 3/4"C 0.36 R SECURITY & MGR ROOM RECEPTACLE 20 36
37 20 BASEMENT STAIRCASE NEW LTG , EXIT SIGN L 0.10 2#12, #12G, 3/4"C 0.28 2#12, #12G, 3/4"C 0.18 R MGR ROOM RECEPTACLE 20 38
39 20 FUTURE PROVISION FOR BASEMENT LIGHTING L 0.50 2#12, #12G, 3/4"C 0.86 2#12, #12G, 3/4"C 0.36 R SECURITY ROOM RECEPTACLE - TV'S 20 40
41 20 LTG- EXTERIOR L 0.10 2#12, #12G, 3/4"C 0.28 2#12, #12G, 3/4"C 0.18 R JANITOR ROOM RECEPTACLE 20 42

TOTAL CONNECTED LOAD (KVA) 12.87 11.66 11.48
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