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 1/4" = 1'-0"1 MECHANICAL FLOOR PLAN

SHEET NUMBER

PROJECT NUMBER

DATE

REVISIONS

DRAWN BY

SCHEMATIC DESIGN DOCUMENTS SEAL

SOUTHERN NUTRITION
XXXXX

NYE

05/15/2024

# DESCRIPTION DATE

C
O

M
M

ER
C

IA
L 

IN
TE

R
IO

R
 B

U
IL

D
O

U
T 

|  
SO

U
TH

ER
N

 N
U

TR
IT

IO
N

 |

M101

MECHANICAL FLOOR
PLAN



DBDB

CB CB

3B 1B2B

2B

CONDENSING UNIT
ABOVE AHU.

EXISTING STEEL BAR JOISTS
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MECHANICAL
SCHEDULES



MAJOR ELECTRICAL COMPONENT OR DEVICE. VOLTAGE AND
AMPERAGE AS NOTED.

DISTRIBUTION PANELBOARD, 208Y/120V-SURFACE MOUNTED

CEILING/WALL MOUNTED SELF POWERED EXIT LIGHT FIXTURE WITH
DIRECTIONALARROWS AS INDICATED. SHADED AREA DENOTES FACE(S).
ISOLITE ELITE SERIES LED EXIT SIGN

BATTERY BACKUP EMERGENCY LIGHT - WIRE AHEAD OF SWITCHING AND CONTROL

20A SPST TOGGLE SWITCH U.O.N. "a" DENOTES LIGHTING FIXTURE CONTROLLED.

SENSOR SCHEDULE.
WALL OCCUPANCY SENSOR, NUMBER INDICATES TYPE; SEE OCCUPANCY

WALL MOUNTED SPRING WOUND TIME SWITCH TORK

ASCO CONTACTOR C-25 TORK TIMER T-25 STACKED.

A

1#12 Ø, 1#12 N. & 1#12 G. IN 3/4"C, UNLESS OTHERWISE NOTED.
NUMBER WHERE USED INDICATES CIRCUIT NUMBER. IT SHALL CONSISTS OF 
POWER OR LIGHTING CIRCUITRY HOMERUN WITH PANELBOARD DESIGNATION,

POWER OR LIGHTING CIRCUITRY HOMERUN WITH PANELBOARD DESIGNATION,
NUMBER WHERE USED INDICATES CIRCUIT NUMBER. IT SHALL CONSISTS OF 
2#12 Ø, 2#12 N. & 2#12 G. IN 3/4"C, UNLESS OTHERWISE NOTED.

NUMBER WHERE USED INDICATES CIRCUIT NUMBER. IT SHALL CONSISTS OF 
POWER OR LIGHTING CIRCUITRY HOMERUN WITH PANELBOARD DESIGNATION,

3#12 Ø, 3#12 N. & 3#12 G. IN 3/4"C, UNLESS OTHERWISE NOTED.

UNDERGROUND

EXISTING

NEW

A
20A, 120V, SINGLE DEDICATED RECEPTACLE, +18" AFF OR AS NOTED.
SUFFIXE DENOTES FOLLOWING:
A- NEMA 5-15R
B- NEMA 6-15R
C- NEMA 14-30R
D- NEMA 14-50R

DUPLEX RECEPTACLE

NON FUSED DISCONNECT SWITCH AMPERAGE, AND NUMBER OF POLES
AS NOTED.

A
30A/240V NON FUSED DISCONNECT SWITCH 

B
60A/240V NON FUSED DISCONNECT SWITCH

FUSED DISCONNECT SWITCH AND FUSE AMPERAGE AS INDICATED. TOP 
NUMBER DENOTS SWITCH SIZE AND BOTTOM NUMBER DENOTES FUSE.

MOTORIZED DAMPER.

FIRE SMOKE DAMPER

1.5 kW ELECTRICAL HEATER, NUMBER DENOTES HEATER RATING

INDICATES MOUNTING HEIGHT, CENTER LINE TO FINISHED FLOOR.

KEYED NOTE REFERENCE

DETAIL REFERENCE:  DETAIL NUMBER INDICATED ON
TOP; DRAWING NUMBER INDICATED ON BOTTOM

20A 3-WAY TOGGLE SWITCH U.N.O. "a" DENOTES LIGHTING FIXTURE CONTROLLED 

CEILING VACANCY SENSOR, NUMBER INDICATES TYPE; SEE OCCUPANCY
SENSOR SCHEDULE.

AC INDOOR UNIT MOTOR AS NOTED WITH LIQUID TIGHT FLEXIBLE CONNECTION
WITH JUNCTION BOX AND MOTOR SWITCH.

WP

AC OUTDOOR UNIT MOTOR AS NOTED WITH WEATHERPROOF CONTROLLER AND 
DISCONNECT SWITCH WITH.

TERMINATE WITH 90° ELBOW, BUSHING AND DRAG WIRE.
AND BLANK PLATE. PROVIDE 3/4" E.C., U.O.N., UP TO HUNG CEILING AND 
TELEPHONE/DATA OUTLET, 4"SQUARE OUTLET BOX WITH SINGLE GANG COLLAR 

CABLE TV OUTLET, WALL-MOUNTED.
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ELECTRICAL LIGHTING PLAN
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1  1/4" = 1'-0"
FLOOR POWER PLAN

2  1/4" = 1'-0"
 ROOF POWER PLAN
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2 N.T.S
ELECTRICAL PANEL SCHEDULE 1 N.T.S

ELECTRICAL RISER DIAGRAM
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1  1/4" = 1'-0"
SANITARY & VENT - PLUMBING FLOOR PLAN

2  1/4" = 1'-0"
WATER SUPPLY - PLUMBING FLOOR PLAN

PLAN
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PLUMBING FLOOR
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PLUMBING
SCHEDULES & RISER

DIAGRAMS

1 NO SCALE
SANITARY RISER DIAGRAM 2 NO SCALE

WATER RISER DIAGRAM


