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MECHANICAL GENERAL NOTES
1

MECHANICAL KEYED NOTES

AH
U

-1
(E

)
AH

U
-2

(E
)

EX. SUPPLY
DIFFUSER

(500)

EX. SUPPLY
DIFFUSER

(500)

EX. SUPPLY
DIFFUSER

(500)

EX. SUPPLY
DIFFUSER

(500)

EX. RETURN AIR
GRILLE
(TYP.)

EX. SUPPLY
DIFFUSER

(585)

EX. SUPPLY
DIFFUSER

(585)

EX. SUPPLY
DIFFUSER

(590)

6X
6(

N
)

SG-1(N)
(80) SG-1(N)

(80)

SG-1(N)
(80)

EG-1(N)
[150]

EG-1(N)
[140]

EG-1(N)
[140]

TEF-1(E)
[430]

EXHAUST AIR LOUVER
26X12 [430]
CONSIDER 50% FREE AREA

6X6(N) 12X6(N)

KSF-1(E)
(2880)

KSF-2(E)
(1200)

EXISTING FRESH AIR LOUVER
48X24 (4080)

AHU-3(E)

AHU-4(E)

EX. SUPPLY
DIFFUSER

(400)

EX. SUPPLY
DIFFUSER

(400)

EX. SUPPLY
DIFFUSER

(200)

EX. SUPPLY
DIFFUSER

(300)

EX. SUPPLY
DIFFUSER

(200)

KEF
1

18X18
[3600]

UP

KEF
2

12X12
[1500]

UP

HOOD-1(E)

H
O

O
D

-2(E)

FF-1(E)

HPU-1(E)

HPU-2(E)

HPU-3(E)

HPU-4(E)

EXISTING FRESH AIR LOUVER
30X24 (840)

5# EX. SUPPLY
DIFFUSER

(250)

EX. SUPPLY
DIFFUSER

(400)

T
T
T
T

EXISTING EXHAUST AIR
LOUVER
[150]

EF-2(E)

DINING ROOM
100

P.O.S.
101

OFFICE
105

EX. SUPPLY
GRILLE

(100)

PREP KITCHEN
106

DRY STORAGE
107

STORAGE
108

WALK-IN COOLER
110

WALK-IN FREEZER
109

DISH ROOM
112

DRIVE THRU
102

KITCHEN
111

RESTROOM
114

UNISEX
RESTROOM

115

UNISEX RESTROOM
116

CLOSET
117

NEW FLEX DUCT

EXISTING EQUIPMENT WITH ITS ASSOCIATED ACCESSORIES, SUPPORTS AND PIPING TO REMAIN
AS IS. CONTRACTOR TO VERIFY AND COORDINATE EXACT LOCATION OF EQUIPMENT ON SITE.
REPAIR OR REPLACE AS NEEDED FOR PROPER OPERATION OF EQUIPMENT. CLEAN AND
REFURBISH TO LOOK LIKE' NEW CONDITION.

EXISTING OUTSIDE AIR DUCT CONNECTIONS TO REMAIN AS IS. BALANCE OUTSIDE AIR INTAKE AS
SHOWN ON PLANS TO EACH AHU.

EXISTING SUPPLY AND EXHAUST DIFFUSERS/GRILLES TO REMAIN AS IS. ADJUST THE AIRFLOW
AS SHOWN ON PLANS. CLEAN AND REFURBISH TO LOOK LIKE' NEW CONDITION. PROVIDE
VOLUME DAMPER OR COLLAR DAMPER IF NOT AVAILABLE IN EXISTING CONDITION. VERIFY IN
FIELD BEFORE BID.

USE EXISTING TEMPERATURE SENSOR AND THERMOSTAT. IF NOT IN GOOD CONDITION,
REPLACE WITH SAME IN KIND. LOCATE THERMOSTAT FOR ALL AHU'S IN OFFICE. COORDINATE
LOCATION OF TEMPERATURE SENSOR WITH OWNER/ARCHITECT, LOCATE 72" ABOVE AFF.

VERIFY EXISTING CONDENSATE DRAIN TERMINATION. IF NOT IN GOOD CONDITION, PROVIDE
NEW 1" CD WITH CONDENSATE DRAIN PUMP TO NEAREST LAVATORY WASTE W/ AIR GAP FITTING.
COORDINATE WITH PLUMBING CONTRACTOR.

EXISTING CONDENSER UNITS TO BE REUSED AND REMAIN AS IS WITH ALL ITS SUPPORTS AND
ACCESSORIES.

VERIFY IN FIELD THE CONDITION OF REFRIGERANT PIPING. CONTRACTOR TO REDO THE
REFRIGERANT PIPING CONNECTION FROM CONDENSING UNIT TO RESPECTIVE AHU AS
REQUIRED PER MANUFACTURER'S RECOMMENDATION.

EXISTING TOILET EXHAUST FAN TO REMAIN AS IS. CONTRACTOR TO RELOCATE AS NEEDED TO
CONNECT WITH NEW TOILET DUCTWORK DISTRIBUTION.

TERMINATE TOILET EXHAUST DUCT 10 FT AWAY FROM ANY OUTDOOR AIR INTAKE, 3FT AWAY
FROM ANY OPERABLE OPENING AND LOT LINE.

A. IF EXISTING UNITS BEING REUSED, TENANT TO BRING UP TO "LIKE NEW" CONDITION.

B. THE THERMOSTATIC CONTROLS FOR HVAC SYSTEMS SHALL BE CAPABLE OF BEING SET LOCALLY OR REMOTELY BY TO CONTROL
COMFORT HEATING DOWN TO 55 °F OR LOWER AND COOLING UP TO 85°F OR HIGHER. THE THERMOSTATIC CONTROLS SHALL BE CAPABLE
OF PROVIDING A DEAD BAND RANGE OF AT LEAST 5°F WITHIN WHICH HEATING AND COOLING ENERGY TO THE ZONE IS SHUT OFF OR
REDUCED TO A MINIMUM.

C. SUPPLY-AIR DUCTS CONVEYING HEATED OR COOLED AIR SHALL BE INSULATED TO A MINIMUM INSTALLED LEVEL OF R-4.2 (R-8 IN
UNCONDITIONED SPACE), UNLESS DUCTS ARE IN CONDITIONED SPACE.

D. EXISTING DUCTWORK TO REMAIN. CONTRACTOR SHALL CLEAN AND   REFURBISH TO 'LOOK LIKE' NEW CONDITION. VERIFY EXACT
LOCATION  AND SIZE IN FIELD. CONTRACTOR SHALL INSPECT, PATCH, REPAIR,  AND/OR REPLACE INSULATION TO MAKE THE ENTIRE
SYSTEM AIR-TIGHT. COORDINATE IN FIELD PRIOR TO BID.

E. RELOCATE AND REUSE EXISTING THERMOSTAT, IF EXISTING THERMOSTAT IS NOT IN CONDITION TO REUSE THEN INSTALL NEW
THERMOSTAT WITH LOCKABLE VENTED BOX TO BE MOUNTED AT 45" CENTER LINE A.F.F. COORDINATE EXACT LOCATION WITH ARCHITECT
AND OWNER PRIOR TO ROUGH-IN.

F. ALL ITEMS TO BE RE-USED OR RELOCATED SHALL BE CLEANED, REPAIRED, AND RESTORED TO LIKE NEW CONDITION PRIOR TO RE-USE.

G. CONTRACTOR SHALL BALANCE EACH AIR DIFFUSER AS SHOWN ON PLANS.

H. CONTRACTOR SHALL COORDINATE WITH OTHER TRADES FOR DUCTWORK ROUTING. OFFSET AND RUN PIPING, DUCTWORK INSIDE THE
STRUCTURE IF REQUIRED. PROVIDE ANY EXTRA DUCTWORK, FITTINGS, INSULATIONS AND OTHER ACCESSORIES IN ORDER TO COMPLETE
THE INSTALLATION.

I. EXISTING CONDITIONS AND LOCATIONS OF EQUIPMENT AND DUCT WORK SHALL BE FIELD VERIFIED PRIOR TO COMMENCING WORK.

J. REPAIR OR REPLACE EXISTING DAMAGED INSULATION FOR DUCTWORK, PROVIDE SAME R-VALUE AS EXISTING INSULATION.

FLYER FAN TO BE REUSED. RELOCATE FAN AS SHOWN ON PLAN.

EXISTING KITCHEN HOOD MAKEUP AIR SUPPLY FAN. PROVIDE MERV8 FILTER UPSTREAM OF FAN
IF NOT AVAILABLE IN EXISTING CONDITION. CONTRACTOR TO VERIFY IN FIELD THE OUTDOOR
INTAKE FOR THE SAME IS TERMINATED 10 FT AWAY FROM ANY EXHAUST LOUVER.

EXISTING KITCHEN HOOD EXHAUST FAN. CONTRACTOR TO CONNECT THE HOOD EXHAUST AIR
DUCT TO RESPECTIVE EXHAUST FAN. OFFSET AND TRANSITION AT CONNECTIONS AS NEEDED.

REUSE AND RELOCATE EXISTING HOOD AS PER RECENT EQUIPMENT PLAN. CONTRACTOR TO
CLEAN AND REFURBISH THE HOOD TO LOOK LIKE' NEW CONDITION. CONTRACTOR TO DO THE
NECESSARY AIR DUCT CONNECTIONS TO HOOD AS PER EXACT LOCATION. VERIFY IN FILED.

REUSE AND RELOCATE EXISTING EXHAUST FAN OVER MOP SINK AS PER RECENT EQUIPMENT
PLAN. TERMINATE EXHAUST 10 FT AWAY FROM ANY OUTDOOR AIR INTAKE, 3FT AWAY FROM ANY
OPERABLE OPENING AND LOT LINE.

CONTRACTOR TO FIELD VERIFY THE EXACT CAPACITY AND LOCATION OF EXISTING MECHANICAL
EQUIPMENT. REPORT BACK TO EOR FOR ANY DISCREPANCY BEFORE ANY CONSTRUCTION/ BID.

2

3

4

5

6

7

8

9

10

11

12

13

14

3

3

3 3

3 3

3

3 3

3 3

1 2

5 7

1 2

5 7

1 2

5 7

1 2

5 7

1 8

9

3

3

3

3

3

3

3 3

3

3
3

3

3

3

4

6 7

6 7

6 7

6 7

1 10

14

1 11

1 11

1 12 13

OA (400)

TAPER
(TYP.)

12X14(E) 16X14(E) 20X14(E)

Ø12(E) 16X14(E) 20X14(E)

20X14(E)

20X14(E)

6X6(N)

12X12(E)12X12(E)

18X18(E)

18X18(E)

FLEXIBLE DUCT
(TYP.)

12X14(E) 18X14(E)

26X10(E)

OA (420)

OA (420)

OA (400)

OA (400)

18X14(E)12X14(E)

10X14(E)

Ø12 (E)

Ø12 (E)

Ø12 (E)

Ø
12

 (E
)

16
X1

6(
E)

NEW FLEX DUCT

Ø
6(

E)

15

15

15

15

15

15

15

15

15

15

NOTE: CONTRACTOR TO FIELD VERIFY EXISTING
MECHANICAL WORK THAT IS TO BE REUSED AND
INFORM EOR FOR ANY DEVIATIONS FROM THE
PLAN BEFORE COMMENCING WORK. BASE BID
ACCORDINGLY.

1 12 13 15
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WRAPPED INSULATION COVERING RIGID ROUND DUCT

NOTES: 1)

2)

3) LAY-IN FRAME (SURFACE

CEILING

SUPPLY DIFFUSER WITH

MOUNT FRAME SIMILAR)

DIFFUSER CONNECTION DETAIL-FLEX DUCT
NOT TO SCALE

BALANCING HANDLE. LOCK INTO
POSITION AND MARK PERMANENTLY.

PROTECTION SADDLE

INSULATED FLEXIBLE DUCT

DIFFUSER STARTER COLLAR (MINIMUM 4").

SQUARE TO ROUND
ADAPTOR (IF REQUIRED)

INSULATE BACKPAN OF DIFFUSER

LINED SUPPLY DUCT

RIGID ROUND SHEET METAL DUCT
1" X 20 GAUGE GALVANIZED SUPPORT STRAP

BALANCING DAMPER

FLEXIBLE DUCT CONNECTION
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LIGHTING PLAN GENERAL NOTES
1. ALL EMERGENCY AND EXIT LIGHTS SHALL BE CONNECTED TO THE NEAREST LIGHTING BRANCH CIRCUIT AHEAD OF ALL SWITCHING AND

CONTROL FOR CONTINUOUS OPERATION.

2. CONTRACTOR SHALL PROVIDE THE LIGHTING CONTROLS AND ALL REQUIRED DEVICES/ACCESSORIES/WIRING AS PER ASHRAE 90.1 (2019)
FLORIDA CODE REQUIREMENTS.

3. MAXIMUM VOLTAGE DROP FOR FEEDER AND BRANCH CIRCUIT CONDUCTORS COMBINED,SHALL NOT EXCEED A 5% VOLTAGE DROP.

4. E.C. SHALL PROVIDE ADDITIONAL LIGHTING CONTROLS AS PER AHJ REQUIREMENTS IF ANY TO COMPLETE THE PERMIT REQUIREMENTS.

LIGHTING PLAN KEYED WORK NOTES
CONNECT ALL EXISTING/NEW EMERGENCY EGRESS LIGHTING FIXTURES TO THE NEAREST
LIGHTING BRANCH CIRCUIT AHEAD OF ALL SWITCHING AND CONTROLS PER STATE AND LOCAL
CODES

WALL MOUNTED OCCUPANCY SENSOR. SET OFF TIME AS PER AHJ REQUIREMENT,

PROVIDE SHOW WINDOW RECEPTACLE AS PER NEC 210.62. VERIFY EXACT LOCATION WITH
ARCHITECT/OWNER.

CEILING MOUNTED LOW VOLTAGE OCCUPANCY SENSOR. PROVIDE POWER PACK(S) AS
REQUIRED. INTERCONNECT OCCUPANCY SENSORS SO THAT ANY SENSOR WILL TRIGGER ALL
LIGHTS. SET OFF TIME FOR 20 MINUTES.

EXTERIOR/ROOF MOUNTED PHOTOCELL. ROUTE ALL EXTERIOR LIGHTING CIRCUIT/BUILDING
SIGNAGE VIA PHOTOCELL & TIMECLOCK. COORDINATE EXACT LOCATION OF PHOTOCELL WITH
ARCHITECT/OWNER.

E.C. SHALL VERIFY EXACT LOCATION AND POWER REQUIREMENT FOR ZAXBY LOGO/PICK UP
SIGNAGE.

E.C. TO COORDINATE FINAL LOCATION OF TIMER SWITCH BANK WITH ARCHITECT/OWNER.

EXISTING EXHAUST FAN SHALL REMAIN. EXHAUST FANS SHALL BE CIRCUITED AND CONTROLLED
ALONG WITH THE AHU-2. E.C. SHALL VERIFY THE OPERABLE CONDITION OF THE ELECTRICAL
CONNECTION FEEDING THE MECHANICAL UNIT. REPLACE IF FOUND IN-OPERABLE. BASE BID
ACCORDINGLY.

LIGHTING FIXTURES IN DAYLIGHT ZONE SHALL BE CONTROLLED BY DAYLIGHT SENSOR.

PROVIDE JUNCTION BOX, DISCONNECT SWITCH, AND 120V/20A BRANCH CIRCUIT FOR SIGNAGE IN
NON-VISIBLE, ACCESSIBLE LOCATION. COORDINATE EXACT LOCATION AND REQUIREMENTS
WITH SIGNAGE VENDOR PRIOR TO ROUGH-IN.

TIME-CLOCK. E.C. SHALL COORDINATE EXACT LOCATION WITH ARCHITECT/OWNER IN FIELD.
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8EM

EM

EXISTING LIGHT FIXTURE DENOTED BY (E) SHALL REMAIN AND THE
EXISTING FIXTURE DENOTED BY (RL) SHALL BE RELOCATED AND
SHALL BE CIRCUITED AS SHOWN IN THE DRAWING. E.C SHALL
VERIFY THE OPERABLE CONDITION OF THE LIGHT FIXTURES AND
REPLACE IF FOUND INOPERABLE. INFORM ENGINEER ON RECORD
FOR ANY DISCREPANCIES/ISSUES BEFORE COMMENCING ANY
WORK. BASE BID ACCORDINGLY.

EXISTING EXHAUST FAN SHALL REMAIN. EXHAUST FANS SHALL BE
CIRCUITED AND CONTROLLED ALONG WITH THE AHU-4. E.C. SHALL
VERIFY THE OPERABLE CONDITION OF THE ELECTRICAL
CONNECTION FEEDING THE MECHANICAL UNIT. REPLACE IF FOUND
IN-OPERABLE. BASE BID ACCORDINGLY.
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NOTE: CONTRACTOR TO FIELD VERIFY EXISTING
ELECTRICAL WORK THAT IS TO BE REUSED AND
INFORM EOR FOR ANY DEVIATIONS FROM THE
PLAN BEFORE COMMENCING WORK. BASE BID
ACCORDINGLY.
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L13(N)
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VIA
PHOTOCELL

A:40

A:38A:38

A:42

NOTE- E.C SHALL COORDINATE WITH THE ARCHITECT/OWNER/LIGHTING VENDOR FOR EXACT LIGHT FIXTURE MODEL AND
MANUFACTURER. BASE BID ACCORDINGLY.
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2 3

POWER PLAN GENERAL NOTES
1. SEE ARCHITECTURAL ELEVATIONS FOR PLACEMENT OF DEVICES.

2. COORDINATE WITH ARCHITECT/OWNER FOR FINAL LOCATION OF OUTLET & MOUNTING HEIGHTS.

3. FINAL CONDUIT/CABLE ROUTING SHALL BE DETERMINED IN FIELD, AND PRIOR TO THE COMMENCEMENT OF WORK, COORDINATE WITH
OTHER TRADE CONTRACTORS AND THE OCCUPANT.

4. THE RECEPTACLES MARKED AS GFI ON THE FLOOR PLAN INDICATES THAT THE RECEPTACLES SHALL BE GFI PROTECTED. E.C SHALL
PROVIDE GFI BREAKER IN PANEL IF GFI RECEPTACLES IS NOT READILY ACCESIBLE OR FOR THE RECEPTACLE OTHER THAN 20A.

5. ALL CONVENIENCE OUTLETS TO BE MOUNTED AT 18" A.F.F. UNLESS OTHERWISE NOTED.

6. E.C. TO COORDINATE WITH MECHANICAL CONTRACTOR/ARCHITECT FOR EXACT LOCATION OF MECHANICAL EQUIPMENT IN FIELD.

7. ALL EXISTING EQUIPMENT SHALL BE FIELD VERIFIED. IF ANY EQUIPMENT IS FOUND TO BE INOPERABLE, REPLACED WITH NEW,
FUNCTIONING UNITS. ADDITIONALLY, THE EXACT POWER REQUIREMENTS AND LOCATIONS OF ALL EXISTING EQUIPMENT SHOULD BE FIELD
VERIFIED TO ENSURE ACCURACY AND PROPER INTEGRATION INTO THE ELECTRICAL DESIGN.

POWER PLAN KEYED WORK NOTES

GFI

(IG)

(IG)

(IG)

(IG)

(IG)

5

5

5

EXISTING 200A (MLO), 208/120V, 3 PH, 4W ELECTRICAL PANEL "A"  TO REMAIN. E.C.
SHALL VERIFY OPERABLE CONDITION IN FIELD. REPLACE IF FOUND IN-OPERABLE.
BASE BID ACCORDINGLY.

EXISTING 200A (MLO), 208/120V, 3 PH, 4W ELECTRICAL PANEL "B"  TO REMAIN. E.C.
SHALL VERIFY OPERABLE CONDITION IN FIELD. REPLACE IF FOUND IN-OPERABLE.
BASE BID ACCORDINGLY.

EXISTING 400A (MLO), 208/120V, 3 PH, 4W ELECTRICAL PANEL "C"  TO REMAIN. E.C.
SHALL VERIFY OPERABLE CONDITION IN FIELD. REPLACE IF FOUND IN-OPERABLE.
BASE BID ACCORDINGLY.

EXISTING WH AND HWCP SHALL REMAIN. E.C. SHALL VERIFY THE OPERABLE
CONDITION OF THE EXISTING ELECTRICAL FIXTURE IN FIELD. REPLACE IF FOUND
IN-OPERABLE. BASE BID ACCORDINGLY.

E.C SHALL COORDINATE WITH EQUIPMENT MANUFACTURER/VENDOR FOR THE
EXACT POWER REQUIREMENT. BASE BID ACCORDINGLY.

EXISTING HOOD SHALL REMAIN. E.C. SHALL VERIFY THE OPERABLE CONDITION OF
THE EXISTING ELECTRICAL CONNECTION AND FIXTURE IN FIELD. REPLACE IF FOUND
IN-OPERABLE. BASE BID ACCORDINGLY.

1

2

3

4

5

B:21

B:14

EXISTING MECHANICAL UNIT SHALL REMAIN AND REMAIN CONNECTED TO EXISTING
"MDP" PANEL AS SHOWN IN THE PANEL SCHEDULE. E.C. SHALL VERIFY THE
OPERABLE CONDITION OF THE EXISTING ELECTRICAL FIXTURE AND CONNECTION IN
FIELD. REPLACE IF FOUND IN-OPERABLE. REPORT ENGINEER FOR ANY
DISCREPANCIES. BASE BID ACCORDINGLY.

EXISTING FF-1 SHALL REMAIN. E.C. SHALL VERIFY THE OPERABLE CONDITION OF
THE EXISTING ELECTRICAL CONNECTION IN FIELD. BASE BID ACCORDINGLY.

EXISTING KSF-1(E) & KSF-2(E) SHALL REMAIN. EXHAUST FANS SHALL BE
INTERLOCKED WITH HOOD 1 & HOOD 2 FOR OPERATION. E.C. SHALL VERIFY THE
OPERABLE CONDITION OF THE ELECTRICAL CONNECTION IN FIELD. REPLACE IF
FOUND IN-OPERABLE. BASE BID ACCORDINGLY.

TIME-CLOCK. E.C. SHALL COORDINATE EXACT LOCATION WITH ARCHITECT/OWNER
IN FIELD.

POWER PROVISION FOR CENTER LINE LOAD CENTER PANEL. ELECTRICAL
CONTRACTOR SHALL COORDINATE WITH OWNER/ CENTER LINE VENDOR/ KITCHEN
CONSULTANT FOR EXACT REQUIREMENT ON FIELD. BASE BID ACCORDINGLY.

EXISTING 600A (MCB), 208/120V, 3 PH, 4W ELECTRICAL PANEL "MDP"  TO REMAIN. E.C.
SHALL VERIFY OPERABLE CONDITION IN FIELD. REPLACE IF FOUND IN-OPERABLE.
BASE BID ACCORDINGLY.
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D/T SIGN
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100
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OFFICE
105 PREP KITCHEN
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DRY STORAGE
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STORAGE
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WALK-IN COOLER
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WALK-IN FREEZER
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DRIVE THRU
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KITCHEN
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RESTROOM
114 UNISEX RESTROOM
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CLOSET
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TC
10

FF-1(E)

C:37,39
GFI 27

B:36,38
GFI

A:39

5 6 7

MDP:13,15,17

11

TRASH

TRASH

17

KSF-2(E)

KSF-1(E)

M

M

B:25

C:209

9

NOTE: CONTRACTOR TO FIELD VERIFY EXISTING
ELECTRICAL WORK THAT IS TO BE REUSED AND
INFORM EOR FOR ANY DEVIATIONS FROM THE
PLAN BEFORE COMMENCING WORK. BASE BID
ACCORDINGLY.
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11
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A:25

GFIWP

E.C SHALL PROVIDE ATLAS AMERICAN ONE GANG ELECTRICAL BOX WITH KEY LOCK
AA-EB-1GCL STAINLESS, VANDAL PROOF.LOCKABLE RECEPTACLE.

13

13

C
O

PY
R

IG
H

T 
 C

   
20

23
 C

O
N

N
 A

R
C

H
IT

EC
TS

. A
LL

 R
IG

H
TS

 R
ES

ER
VE

D
. P

R
IN

TE
D

 IN
 T

H
E 

U
N

IT
ED

 S
TA

TE
S 

O
F 

AM
ER

IC
A.

N
O

 P
AR

T 
O

F 
TH

ES
E 

D
O

C
U

M
EN

TS
 M

AY
 B

E 
R

EP
R

O
D

U
C

ED
, S

TO
R

ED
 IN

 A
 R

ET
R

IE
VA

L 
SY

ST
EM

, O
R

 T
R

AN
SM

IT
TE

D
, I

N
 A

N
Y 

FO
R

M
 O

R
 B

Y
AN

Y 
M

EA
N

S,
 E

LE
C

TR
O

N
IC

, M
EC

H
AN

IC
AL

, P
H

O
TO

C
O

PY
IN

G
, R

EC
O

R
D

IN
G

, O
R

 O
TH

ER
W

IS
E,

 W
IT

H
O

U
T 

TH
E 

PR
IO

R
 W

R
IT

TE
N

 P
ER

M
IS

SI
O

N
O

F 
C

O
N

N
 A

R
C

H
IT

EC
TS

.

PR
EL

IM
IN

AR
Y 

D
R

AW
IN

G
S 

- N
O

T 
FO

R
 C

O
N

ST
R

U
C

TI
O

N

NEARBY ENGINEERS
382 NE 191ST STREET, SUITE
49674, MIAMI, FL 33179
PH-914.257.3455
WWW.NY-ENGINEERS.COM

04-19-24

NYE

23-244

ZA
XB

Y'
S 

TE
N

AN
T 

IM
PR

O
VE

M
EN

TS

 1/4" = 1'-0"E2.0
1 FLOOR POWER PLAN

E2.0

EL
EC

TR
IC

AL
 P

O
W

ER
 P

LA
N

N



ROOF PLAN KEYED WORK NOTES
1

GFI
WP

B:3

KEF1(E)

M

B:17,19

KEF2(E)

M

C:23,25

KEF-1(E) & KEF-2(E) SHALL REMAIN.  INTERCONNECT KEF-1(E) & KEF-2(E) WITH THE EXISTING HOOD-1 & HOOD-2 RESPECTIVELY.
E.C. SHALL VERIFY THE OPERABLE CONDITION OF THE ELECTRICAL CONNECTION FEEDING THE MECHANICAL UNIT. REPLACE IF
FOUND IN-OPERABLE. BASE BID ACCORDINGLY.

1

1

NOTE: CONTRACTOR TO FIELD VERIFY EXISTING
ELECTRICAL WORK THAT IS TO BE REUSED AND
INFORM EOR FOR ANY DEVIATIONS FROM THE
PLAN BEFORE COMMENCING WORK. BASE BID
ACCORDINGLY.
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1. ALL CIRCUITING SHOWN IS FOR REFERENCE PURPOSE ONLY. E.C. SHALL VERIFY THE
ELECTRICAL REQUIREMENT FOR CIRCUITING IN FIELD AS PER THE FINAL ELECTRICAL LOAD AND
INFORM ENGINEER FOR ANY DISCREPANCIES.

2. E.C. SHALL PROVIDE SHUNT TRIP PROTECTION FOR ALL EQUIPMENT UNDER TYPE-1 HOOD.
CO-ORDINATE WITH MECHANICAL CONTRACTOR FOR HOOD AND CONTROL DETAILS. PROVIDE
ELECTRICAL CONNECTIONS ACCORDINGLY.

3. "MDP" PANEL EXISTING CIRCUITS SHALL REMAIN SAME. E.C. VERIFY THE OPERABLE CONDITION
OF THE BREAKER. REPLACE IF FOUND INOPERABLE, INFORM E.O.R. OF ANY DISCREPANCIES
FOUND.

4. "*" - NEW BREAKER SHALL INSTALLED IN EXISTING PANEL.

PANEL BOARD SCHEDULE GENERAL NOTES
X

X
X

X

ELECTRICAL RISER SYMBOLS:

NEW

EXISTING ITEM/FEEDER TO REMAIN

EXISTING ITEM/FEEDER TO BE
DISCONNECTED & REMOVED

FLOOR LEVEL

EXTERIOR INTERIOR

ELECTRICAL RISER GENERAL NOTES:

1. E.C. SHALL VERIFY INCOMING SERVICE AMPERAGE, WIRE SIZING AND DISTRIBUTION.

2. E.C. SHALL INFORM ENGINEER OF ANY DISCREPANCY BEFORE COMMENCING ANY
WORK.

3. E.C. SHALL VERIFY THE EXISTING DISTRIBUTION IN FIELD. INFORM ENGINEER FOR
ANY DISCREPANCY FOUND. BASE BID ACCORDINGLY.

4. ELECTRICAL CONTRACTOR TO COORDINATE FAULT CURRENT (Isc) RATING WITH
UTILITY COMPANY AND AHJ PRIOR TO COMMENCING ANY WORK.

ELECTRICAL RISER KEYED WORK NOTES:

EXISTING
PANEL"A"

(MLO)
200A

120/208 V,
3-PH, 4-W

A

#

B

C

EXISTING ELECTRICAL
SERVICEE

EXISTING
PANEL"B"

(MLO)
200A

120/208 V,
3-PH, 4-W

B

EXISTING
PANEL"C"

(MLO)
400A

120/208 V,
3-PH, 4-W

C

EXISTING 600A (MCB), 208/120V, 3 PH, 4W ELECTRICAL PANEL "MDP"  TO REMAIN. E.C. SHALL VERIFY EXACT RATING,
LOCATION OPERABLE CONDITION OF THE PANEL IN FIELD. REPLACE IF FOUND IN-OPERABLE. BASE BID ACCORDINGLY.

EXISTING 200A (MLO), 208/120V, 3 PH, 4W ELECTRICAL PANEL "A"  TO REMAIN. E.C. SHALL VERIFY EXACT RATING, LOCATION
OPERABLE CONDITION OF THE PANEL IN FIELD. REPLACE IF FOUND IN-OPERABLE. BASE BID ACCORDINGLY.

EXISTING 200A (MLO), 208/120V, 3 PH, 4W ELECTRICAL PANEL "B"  TO REMAIN. E.C. SHALL VERIFY EXACT RATING, LOCATION
OPERABLE CONDITION OF THE PANEL IN FIELD. REPLACE IF FOUND IN-OPERABLE. BASE BID ACCORDINGLY.

EXISTING 400A (MLO), 208/120V, 3 PH, 4W ELECTRICAL PANEL "C"  TO REMAIN. E.C. SHALL VERIFY EXACT RATING, LOCATION
OPERABLE CONDITION OF THE PANEL IN FIELD. REPLACE IF FOUND IN-OPERABLE. BASE BID ACCORDINGLY.

EXISTING 600A 208/120V, 3PH, 4W ELECTRICAL SERVICE TO PROJECT SPACE FROM THE ELECTRICAL UTILITY COMAPNY
SHALL REMAIN. E.C. SHALL VERIFY EXACT AMPERAGE RATING OF THE SERVICE ON FIELD.REPORT ENGINEER ON RECORD
FOR ANY DISCREPANCIES FOUND. BASE BID ACCORDINGLY.

EXISTING 600A 208/120V, 3PH, 4W ELECTRICAL METER AND C.T CABINET TO PROJECT SPACE SHALL REMAIN. E.C SHALL
VERIFY EXACT RATING AND OPERABLE CONDITION OF THE METER AND CT CABINET ON FIELD. REPLACE IF FOUND
INOPERABLE. REPORT ENGINEER ON RECORD FOR ANY DISCREPANCIES FOUND. BASE BID ACCORDINGLY.

D

EXISTING

EXISTING

EXISTING
PANEL"MDP"

(MCB)
600A

120/208 V,
3-PH, 4-W

A D

E

EXISTING

200/3P

200/3P

400/3P
EXISTING
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LOAD

120/277 VAC BLACK BLUE

NEUTRAL

GROUND

GREEN

ON

1 2 3 4 5 6 7 8 9 10 11 12 3

ON (UP) =
MANUAL ON
OFF (DOWN) =
AUTO ON

(ONW-D-1001-MV-N
SENSORS)
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PLUMBING ABBREVIATIONS
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DINING ROOM
100

P.O.S.
101

OFFICE
105 PREP KITCHEN

106

DRY STORAGE
107

STORAGE
108

WALK-IN COOLER
110

WALK-IN FREEZER
109

DISH ROOM
112

DRIVE THRU
102

KITCHEN
111

RESTROOM
114 UNISEX RESTROOM

115

UNISEX RESTROOM
116

CLOSET
117

CONNECT NEW VENT PIPE TO EXISTING VENT PIPING NETWORK. CONTRACTOR TO FIELD VERIFY EXACT SIZE AND
LOCATION PRIOR TO BID.

CONNECT NEW SANITARY LINE TO EXISTING SANITARY PIPING NETWORK. CONTRACTOR TO FIELD VERIFY EXACT
SIZE, LOCATION AND INVERT ON SITE PRIOR TO BID.

INDIRECT WASTE FROM EXISTING WATER HEATER(EX. WH)  TO THE EXISTING HUB DRAIN (EX. HD) TO REMAIN.
CONTRACTOR TO VIF EXACT LOCATION.

INDIRECT WASTE FROM EXISTING HAND SINK(EX. HS)  TO THE EXISTING FLOOR SINK (EX. FS) TO REMAIN.
CONTRACTOR TO VIF EXACT LOCATION.

EXISTING GREASE INTERCEPTOR TO REMAIN.  CONTRACTOR TO VERIFY THAT INTERCEPTOR IS IN OPERABLE
CONDITION BEFORE CONSTRUCTION.

BEFORE CONSTRUCTION, CONTRACTOR TO VERIFY THAT EXISTING INTERCEPTOR HAS ADEQUATE CAPACITY TO
MEET PROJECT DEMAND PER CALCULATION. IF IT DOES NOT, ADD A SECOND INTERCEPTOR IN SERIES SUCH THE
THE COMBINED CAPACITY WILL MEET PROJECT DEMAND.

CONTRACTOR TO VIF AND DRAIN NEW ICE MACHINE(#TAG 1) AND BEVERAGE DISPENSER(#TAG 3) TO NEAREST
EXISTING HUB DRAIN WITH APPROVED AIR GAP.

EXISTING PLUMBING FIXTURE WITH EXISTING SANITARY AND VENT CONNECTIONS TO REMAIN AS IS.

EXISTING HUB DRAIN TO BE DEMOLISHED AND EXISTING SANITARY & VENT OF THE SAME TO BE CAPPED OFF.

PROVIDE TRAP PRIMERS FOR ALL FLOOR DRAINS PROVIDED IN ALL RESTROOMS.

4

5

3

GREASE INTERCEPTOR CALCULATIONSKEY NOTES
1

2

EX.FD
EX.FD

EX.FD

EX.FD

EX.FD

EX.FD

EX.HD

EX.HD

EX.ICE MACHINE
RELOCATED

EX.FD

EX.HD

EX.TD

EX.FS

EX.HD

EX
.F

C
O

EX.FCO

WC-1

LAV-1

EX.M
S

EX.FCO

EX.HS

EX.HS

1
3

2
1

18

EX.HS

WC-1

LAV-1

WC-1

LAV-1

EX.VEG
SINK

3" EX.GW

3"
 E

X.
G

W

3"
 E

X.
G

W
3"

 E
X.

SA
N

4" EX.GW 4" EX.GW

3"
 E

X.
G

W

4" EX.SAN

3"
 E

X.
G

W3"
 E

X.
G

W

4" EX.G
W3" EX.V

3" EX.V

3"
 E

X.
V

3" EX.V

3"
 E

X.
V

3" EX.V

3" EX.VTR

4" EX.VTR

3" EX.VTR

2

3" VTR

3

EX. WH4" SAN

4"
 S

AN

4"
 S

AN

3" V

5 EX.GI

4" SAN
SEE SITE PLAN FOR
CONTINUATION

4" EX.SAN

6

SAMPLING PORT

FCO

3" EX.VTR

6

1

3" EX.GW

GREASE INTERCEPTOR CALCULATIONS

7

8

8

8

8

EX.HS

8

8

9

9

10

CONTRACTOR TO VIF AND ROUTE INDIRECT WASTE FROM 4-COMP SINK(#TAG 18)  TO THE EXISTING FLOOR SINK
(EX.FS) WITH APPROVED AIR GAP. CONTRACTOR TO ENSURE THAT DRAIN LINES FROM EACH COMPARTMENT ARE
ROUTED SEPARATELY TO FLOOR SINK. DO NOT COMBINE THE DRAIN LINES. REFER DETAIL #4 ON SHEET P5.1 FOR
DETAILS. REFER SHEET P5.1 FOR DETAILS.

PROVIDE A SAMPLING PORT IF THERE ISN'T ANY EXISTING SAMPLING PORT ALREADY PRESENT. PLEASE ENSURE
THAT NO SANITARY WASTE LINE TO  BYPASS THE PORT.

CONTRACTOR TO VIF AND ROUTE INDIRECT WASTE FROM EX. RELOCATED ICE MACHINE TO THE NEAREST FLOOR
DRAIN WITH APPROVED AIR GAP.

CONTRACTOR TO VIF AND DRAIN NEW COUNTERTOP SHAKE FREEZER (#TAG 27) TO NEAREST EXISTING FLOOR
DRAIN WITH APPROVED AIR GAP.

EXISTING FLOOR DRAIN(EX. FD)/ HUB DRAIN(EX. HD) WITH EXISTING PLUMBING CONNECTIONS TO REMAIN AS IS.
CONTRACTOR TO VIF EXACT LOCATION.

EXISTING CONDITIONS SHOW A WATER LEAK IN THIS AREA. CONTRACTOR TO INVESTIGATE SOURCE OF LEAK.
REPLACE ANY SANITARY PIPES WHERE REQUIRED.

13

11

12

11

9

12

13

FD-1

FD-1 4" SAN

NOTE: EMERGENCY FLOOR DRAINS ARE EXCLUDED FROM CALCULATION AS THEY WILL NOT BE IN OPERATION
DURING ACTIVE KITCHEN USE.

TP-1

TP-1

3"
 E

X.
 S

AN

10

10

4" EX.G
W

EX.HD
7

7

EX
. F

C
O

EX.FD

2

2

2

27

14

14

EX.FS

4

15

15

15

15

15
15

15

15

9

3"
 E

X.
 S

AN
3"

 E
X.

 S
AN

15

15 3

NOTES:
1. CONTRACTOR TO FIELD VERIFY EXISTING

PLUMBING WORK THAT IS TO BE REUSED
AND INFORM EOR FOR ANY DEVIATIONS
FROM THE PLAN BEFORE COMMENCING
WORK. BASE BID ACCORDINGLY.

2. CONTRACTOR TO HEAT JET ALL FLOOR
DRAINS TO REMOVE CLOGS BEFORE HAND
PROJECT TO CLIENT.

16

16

FD-1
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GPM PER FIXTURE TOTAL GPMQUANTITY

HOT WATER DEMAND CALS

HAND SINK
4-COMP SINK

DINING ROOM
100

P.O.S.
101

OFFICE
105 PREP KITCHEN

106

DRY STORAGE
107

STORAGE
108

WALK-IN COOLER
110

WALK-IN FREEZER
109

DISH ROOM
112

DRIVE THRU
102

KITCHEN
111

RESTROOM
114 UNISEX RESTROOM

115

UNISEX RESTROOM
116

CLOSET
117

WC-1

LAV-1

LAV-1

WC-1

WC-1

LAV-1

1
3

12 12

16

18

EX.HS

1
2"

3
4"

1"

1
2"

1
2"

1"

1"

KEY NOTES
CONNECT NEW CW/HW PIPING TO EXISTING DOMESTIC CW/HW NETWORK. CONTRACTOR TO FIELD VERIFY EXACT SIZE, LOCATION AND INVERT
ON SITE.

CONNECT EXISTING CW/HW PIPING TO NEW PLUMBING FIXTURE. CONTRACTOR TO FIELD VERIFY EXACT SIZE, LOCATION AND INVERT ON SITE.

CONTRACTOR TO VERIFY THAT AN EMERGENCY SHUT-OFF VALVE IS PROVIDED TO GAS PIPE TO HOOD. PROVIDE EMERGENCY SHUT-OFF
VALVE IF NOT ALREADY PROVIDED. COORDINATE ITS LOCATION WITH HOOD CONTRACTOR. PROVIDE EMERGENCY SHUT-OFF VALVE.
CONTRACTOR TO COORDINATE ITS LOCATION WITH HOOD CONTRACTOR.

PROVIDE THERMOSTATIC MIXING VALVE ON ALL LAVATORIES AND HAND SINKS. LIMIT TEMPERATURE TO 105 DEG F. IGNOTE IF EXISTING
MIXING VALVE IS ALREADY PROVIDED.

THERE WAS A LAVATORY HERE. IF STILL REMAINING ON SITE, REMOVE THE LAVATORY AND DEMOLISH CW/HW FOR THE SAME.

EXISTING WALL MOUNTED GAS WATER HEATER WITH EXISTING CONNECTIONS TO REMAIN.CONTRACTOR TO CHECK CONDITION OF EXISTING
HEATER & WHETHER HEATER HAD ADEQUATE CAPACITY TO MEET PROJECT DEMAND. IF IT DOES NOT. REPLACE EXISTING HEATER WITH NEW
HEATER OF ADEQUATE CAPACITY AND BASE BID ACCORDINGLY.

PROVIDE NEW RE-CIRCULATION PUMP(HWCP) ON HWR LINE AND NEW EXPANSION TANK(ET) ON CW LINE AS SHOWN. REFER EQUIPMENT
SCHEDULE  ON SHEET P3.0 FOR EQUIPMENT SCHEDULE.

PROVIDE WATTS LF9D DCV BACKFLOW PREVENTER BFP-1.

EXISTING GAS METER 7" W.C. GAS PRESSURE. BEFORE CONSTRUCTION, CONTRACTOR TO VERIFY THAT ADEQUATE PRESSURE IS SUPPLIED
TO THE ALL THE GAS EQUIPMENT'S PROPER OPERATION. CONTRACTOR TO VERIFY THAT GAS METER HAS MINIMUM 800 CFH CAPACITY & 6"
W.C. GAS PRESSURE. IF LESS, INFORM OWNER & UPGRADE THE METER & LINE TO HIGHER PRESSURE.

EXISTING PLUMBING FIXTURE WITH EXISTING CW/HW CONNECTION TO REMAIN AS IS.

1

2

3

4

5

EX.MS

1
2"

1
2"

3
4"1

2"3
4"

3
4"

1"

EX. HW
EX. CW

EX. HWEX. HWEX. HW

EX. CW

EX. H
W

EX. C
W

H
W

R
H

W
R

1
2"

1
2"

EX.C
W

HWR

EX.C
W

EX.H
W

H
W

R

EX. CW
HWR

EX. H
W

EX. C
W

EX. HW
EX. CW

EX. C
W

EX. H
W

1
2"

EX.VEG
SINK

EX. CW EX. CW

EX. C
W

1

1

2

2

2

1-1/2" 1-1/2" 1-1/2"

1-1/2"

1/2"

1-1/4"

1/2"

1/2" 1/2"

EX. HB-1

6

6

7

7

HOT WATER DEMAND CALS

FIXTURE

MOP SINK
VEGETABLE SINK

NOTE: GPM VALUES FOR FIXTURES PER TABLE 11, CHAPTER 51 SERVICE
WATER HEATING OF ASHRAE HANDBOOK.
CONTRACTOR TO FIELD VERIFY EXISTING WATER HEATER HAS
ADEQUATE CAPACITY TO MEET PROJECT DEMAND.

LAVATORIES

1
4
1
1
3

TOTAL GPM 9.5

0.5
2.0
2.0

2.0

1.5

H
W

R

HWCP
ET

EX. WH

1
2

8

8

EX. GAS
METER9

9

EX. G EX. G

EX. G
EX. G

EX. H
W

EX. C
W

EX. G
EX. H

W
EX. C

W

EX. G

1-11
2"

1-11
2"

2"

2"

2"

2"

10

10
10

10

10

10

10

BALANCING
VALVE(TYP.)

1
2"

3
4" 3

EX. HB-1

1/2" CW RELOCATED
ICE MACHINE.

4

4

4

4

4

4

10

5

PROVIDE HWR LINE AS SHOWN ON FLOOR PLANS. PROVIDE BALANCING VALVE WHERE EVER HWR LINE CONNECT TO EXISTING HW LINE.

CONNECT HWR LINE TO THE EXISTING HW LINE FOR LAVATORY. POINT OF CONNECTION MUST BE LESS THAN 2' AWAY FROM THE LAV. PROVIDE
BALANCING VALVE VERTICALLY ON HWR LINE.

CONTRACTOR TO VERIFY THAT EXISTING CW LINE IS PROVIDED WITH EXISTING WATER METER AND EXISTING RPZ.

CONNECT NEW GAS FRYERS TO EXISTING GAS CONNECTION.

PROVIDE WATTS LF8 BACKFLOW PREVENTER TO COLD WATER LINE FOR DUMPSTER AREA. BACKFLOW PREVENTER MUST COMPLY WITH ASSE
1011.

RELOCATE BACK FLOW PREVENTER TO THIS LOCATION. COORDINATE EXACT LOCATION WITH CIVIL CONTRACTOR.

11

11

11

11

11

1111

12

12

13

13

4

FD-1

FD-1

1
2"

14

14

15

27

3/4"
EX. CW
HWR

10

11

0.5

EX.HS

EX.HS

EX.HS

2.0 2.0

2.0
2.0

GAS NETWORK NOTES:
1. NO NEW GAS PIPING IS PROPOSED FOR THIS PROJECT. ONLY
EQUIPMENT IS REPLACED OR REMOVED.

2. EXISTING GAS NETWORK IS BASED ON PAST ZAXBY PROJECT.
CONTRACTOR TO VERIFY ROUTING AND SIZE ON SITE. INFORM OWNER
IF THERE ARE ANY MAJOR DEVIATIONS.

3. CONTRACTOR TO VERIFY THAT EXISTING GAS NETWORK IS IN
OPERABLE CONDITIONS AND IS FREE OF LEAKS. PERFORM
REPAIRS/REPLACEMENT OF DAMAGED NETWORK WHERE REQUIRED.

4. CONTRACTOR TO VERIFY THAT GAS PRESSURE AT NEW &
EXISTING EQUIPMENT IS WITHIN 5" TO 10" W.C. RANGE. PROVIDE
PRESSURE REGULATOR WHERE PRESSURE EXCEEDS 10" W.C.

EX. G

16

16

3

EX.C
W

EX.C
W

RELOCATED BACKFLOW
PREVENTER

15

DUMPSTER PAD

EX. C
W

EX. C
W

EX. CW EX. CW

1

NOTE: CONTRACTOR TO FIELD VERIFY EXISTING
PLUMBING WORK THAT IS TO BE REUSED AND
INFORM EOR FOR ANY DEVIATIONS FROM THE
PLAN BEFORE COMMENCING WORK. BASE BID
ACCORDINGLY.
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P5.0
PIPE SLEEVE THRU WALL SECTION
N.T.S

A

A

3
P5.0

INLINE RECIRCULATING PUMP DETAIL
N.T.S

4
P5.0

INSULATION OF PIPING, VALVES AND FITTINGS
FOR EXPOSED AND CONCEALED LOCATION
N.T.S

5
P5.0

HANGER DETAIL
N.T.S

6
P5.0

THERMOSTATIC MIXING VALVE INSTALLATION DETAIL
N.T.S

P5.0
WALL CLEANOUT DETAIL
N.T.S
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B

A

2
P5.1

WATER HAMMER ARRESTOR DETAIL
N.T.S 3

P5.1
FLOOR CLEANOUT DETAIL
N.T.S

1
P5.1

MOP SINK DETAIL
N.T.S

4
P5.1

4 COMPARTMENT SINK DETAIL
N.T.S
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QUANTITY MODELMANUFACTURER

UPS 15-181 85GRUNDFOS

GPM HEAD FT.
TOTAL

VOLATAGE PHASE WATTS AMPS NOTES

2 10 115 1 0.74A

NOTES: RECIRCULATING PUMP: BRONZE BODY RECIRCULATING PUMP WITH AUTO ADAPT VARIABLE SPEED MOTOR. INSTALL NEAR  WATER HEATER PER MANUFACTURERS INSTRUCTIONS.
PROVIDE WIT ALPHA 3 PRONG PLUG AND COORDINATE WITH ELECTRICAL CONTRACTOR. PROVIDE WITH HONEYWELL L6006C SURFACE MOUNT AQUASTAT SET TO 5F BELOW WATER
OPERATING TEMPERATURE

1 BUC5

MARK

HWCP

NOTE: CONTRACTOR TO COORDINATE WITH ARCHITECTURAL DRAWINGS FOR ALL PLUMBING FIXTURES SPECIFICATIONS AND MOUNTING HEIGHT INSTALLATION.

WATERWATER
HOTCOLD

PLUMBING FIXTURE SCHEDULE
CONNECTION SIZE - INCHES

VENTSOIL/WASTE

PLUMBING FIXTURELEGEND QUANTITY
REMARKS

MIXING VALVE
THERMOSTATIC

EX.MS EXISTING MOP SINK E -1

RECIRCULATING PUMP SCHEDULE

EXISTING FLOOR
DRAIN

EX.FD 7 - --

LAV-1 LAVATORY 2" 12" 12"3 112" P-TRAPPROVIDE

EX.HS EXISTING HAND SINK E4

FLUSH VALVE
AMERICAN STANDARD-WC-1 WATER CLOSET 4" 1" -3 2"

-

2 ICE MACHINE

2 COLD CARBONATION
ICE BEV. DISPENSER

1 4 COMPARTMENT SINK

1 RELOCATED ICE
MACHINE

-

-

-

-

-

-

-

E E

12"

12"

12"

-

-

-

-

-

-

-

RUN DRAIN LINE TO
EXISTING FLOOR SINK

RUN DRAIN LINE TO
EXISTING HUB DRAIN

RUN DRAIN LINE TO
EXISTING HUB DRAIN

RUN DRAIN LINE TO
EXISTING FLOOR DRAIN

EX. GAS
METER

170 MBH

EX. 1-1/2" G

EX. 2" G

170 MBH

100 MBH

100 MBH

12
12

16

16

11 4"
199 MBH(ASSUMED)

EX. WH

540 MBH

340 MBH

EX. 1-1/2" G
200 MBH

2" G
540 MBH

2" G
540 MBH

2" G
739 MBH

2 WELL GASS OPEN
FRYER

- - - - 170 MBH

2 - - - -WELL GASS OPEN
FRYER

-

-

GAS

-

-

-

-

-

-

-

-

-

E

100 MBH

EX.HD

3"
EX

.V

EX.FD

EX.FCO

EX.HS

EX.HD

EX.FD
EX.FD

EX.HS EX.HD
EX.FS

EX.FD
EX.FS

EX.MS

EX.FD

EX.HS
EX.FD

EX.FD

EX.TD

EX.HD

EX.FCO

SAMPLING PORT

3"
EX

.V

11
2"

V

LAV-1

WC-1

11
2"

V

3"
EX

.V

3"
EX

.V

3"
EX

.V

3"
V

2"
V

3"
EX

.V

4"
V

EX.FCO

FCO

3" EX.VTR

3" EX.VTR

3"EX.V

3"EX.V

3"EX.V

3"EX.V

3"EX.V

3"EX.V
3"EX.V

2"V

4 EX.VTR

3" EX.VTR

2"
V

2"
V

2"
V

3"V

3"V
3"VTR

3"EX.GW

4"EX.GW

4"EX.GW

4"EX.SAN

4"EX.SAN3"EX.GW

3"EX.GW

3"EX.GW

4"SAN

4"SAN

3"EX.GW 3"EX.GW

3"EX.GW

3"GW

3"EX.GW

3"EX.GW

3"EX.GW

4"EX.GW

4"EX.GW

2"V

1 12"V

2"SAN

4"SAN

4"SAN

2"SAN

4"SAN
2"SAN

4"SAN

4" SAN SEE SITE PLAN FOR

CONTINUATION

CONNECT TO EXISTING

VENT PIPE

CONNECT TO EXISTING

SANITARY PIPING

FLOOR SINKEX.FS 2 - -- -

EXISTING TRENCH
DRAIN

EX.TD 1 - -- -

EXISTING HUB
DRAIN

EX.HD 4 - -- -

P-TRAP

-

EMERGENCY SHUT

OFF VALVE(TYP.)

GAS LOAD SUMMARY

WATER HEATER (EX. WH)       199
(ASSUMED)

EQUIPMENT MBH LOAD

NATURAL GAS PIPING SYSTEM
PROVIDE A COMPLETE GAS PIPING SYSTEM TO SERVE GAS
EQUIPMENT FURNISHED BY OTHERS, AS NOTED ON THE
DRAWINGS. PROVIDE EITHER THREADED STEEL OR MALLEABLE
IRON PIPE WITH MALLEABLE FITTINGS OR WELDED STEEL. PROVIDE
ALL UNIONS, SHUT-OFF VALVES AND DIRT LEGS REQUIRED BY
NFPA-54 AND GOVERNING LOCAL CODES AND AT EACH GAS
APPLIANCE CONNECTION. PROVIDE ALL TESTS, METERS,
INSPECTIONS, HANGERS AND EQUIPMENT CONNECTIONS
REQUIRED FOR A COMPLETE AND OPERATING SYSTEM.

1. GAS PIPING TO BE SCHEDULE 40 STEEL PIPE W/125 CAST IRON
SCREWD FITTINGS
2. GAS SYSTEM TO BE INSTALLED BY QUALIFIED LICENSED
CONTRACTOR.

EQUIVALENT LENGTH OF PIPE = 100 FT

GAS PIPE SIZING PER TABLE 402.4(2) INTERNATIONAL FUEL GAS
CODE (IFGC 2018)
GAS INLET PRESSURE- LESS THAN 2 PSI.

PRESSURE DROP- 0.5 PSI

SPECIFIC GRAVITY- 0.60

3. VERIFY ALL EQUIPMENT BTUS'S PRIOR TO INSTALLATION.
ADJUST PIPE SIZE ACCORDING 2018 INTERNATIONAL FUEL GAS
CODE(2018 IFGC), TABLE 402.4(2)

TOTAL LOAD 739

WELL GAS OPEN FRYER (TAG #12)

QTY

1

2

4. ALL GAS EQUIPMENT SHALL BE PROVIDED WITH PRESSURE
REGULATOR TO OPERATE EQUIPMENT SATISFACTORILY.

       340
(170 EACH)

WELL GAS OPEN FRYER (TAG #16) 2
200

(100 EACH)

NOTE:

EX.GI

CONNECT TO EXISTING

SANITARY PIPE

FD-1
TP-1

4"SAN

1-1/2"V

 FLOOR DRAIN-1FD-1 3 2"4" - PRVIDE TRAP PRIMER(TP-1)
TO FLOOR DRAIN

-- -

EX. HW

EX. CW

EX. HWR

EX. HW

EX. CW

EX. HWR

EX. CW

EX. CW

EX. CW EX. HW

EX. CW

EX. HW

EX. CW

EX. HW

EX. CW

EX. HW EX. CW

EX. HW EX. CW

ET

EX. WH
EX. HWR

EX. HWR1
3

1
2

WC-1

WC

RELOCATED

ICEMACHINE

EX.HS

EX. HB-1

18

EX.MS

CW

EX. CW

EX. CW

EX.VEG
SINK

1"

1"

34 "

34 "

12 "

12 "

12 "

34 "

12 "

12 "
12 "

12 "

12 "

1"

12 "

1/2"

1/2"

1/2"

1-1/4"
WC-1

1-1/2"

1-1/2"

3/4"

3/4"

3/4"

12 "

BALANCING

VALVE(TYP.)

CONNECT TO

EXISTING CW LINE,

RPZ AND WATER

METER.

HWCP

1-1/2"

1-1/2"

1-1/2"

EX. HB-1

1-1/2"
FD-1TP-1

FD-1TP-1

2"EX.V

EX.FD

3"EX.GW

EX.FCO

CONNECT TO

EXISTING

SANITARY

PIPING

CONNECT TO EXISTING

SANITARY PIPING

CONNECT TO EXISTING

SANITARY PIPING

3"EX.GW

EX.HD

12 "

12 "

E E E

E E

E E

EE

WC-1

WC-1

LAV-1

LAV-1

LAV-1

LAV-1

LAV-1

12 "

1"

-

-

-

-

1 COUNTERTOP SHAKE
FREZZER - - 12" - - RUN DRAIN LINE TO

EXISTING FLOOR DRAIN
-

-

27

34 "

12 "

E E

E E E

EX.3"SAN EX.HS

EX.HS

EX.HS

EX.3"SAN

TAG LOCATION SERVICE CAPACITY
(GALLONS)

MANUFACTURER &
MODEL

DIMENSION
(DIA X HEIGHT) WEIGHT (LBS) NO. OF EXPANSION

TANK

ET REFER FLOOR
PLANS HW 2 THERM-X-TROL

ST-5 8" X 13" 5 1

EXPANSION TANK SCHEDULE

QUANTITY

1

E

TO DUMPSTER PAD

RELOCATED BACK

FLOW PREVENTER

EX. CW
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